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CONSTRUCTION NOTES RAMPS

. HAZARDS AND PROTRUDING OBJECTS

1. CONSTRUCT SIDEWALKS WITH THE SLOPE 0.5% LESS THAN THE MAXIMUM ALLOWABLE ADA STANDARD. 1. ALL RAMPS USED AS EXITS AND ANY PATH OF TRAVEL HAVING A SLOPE GREATER THAN 1:20 (5%) SHALL
2. ALL CLEAR DISTANCES ARE "CLEAR" TO THE FACE OF FINISH AND/OR VENEER. - COMPLY WITH THE REQUIREMENTS OF THIS SECTION. RAMPS SHALL HAVE THE LEAST POSSIBLE SLOPE.
| 2. PEDESTRIAN RAMPS SERVING PRIMARY ENTRANCES TO A BUILDING SHALL HAVE A MINIMUM WIDTH OF 48

60 INCHES (CALIFORNIA ONLY).

3. ALL RAMPS IN AREAS ACCESSIBLE TO PERSONS WITH DISABILITIES ON A PATH OF TRAVEL OR SERVING
EXITS SHALL HAVE A 1:12 (8.33%) MAXIMUM SLOPE WITH CROSS SLOPES NO GREATER THAN 1:50 (2%).

4. THE LEVEL LANDING WIDTH OF ANY RAMP SHALL EXTEND PAST THE STRIKE EDGE OF ANY DOOR OR GATE
AS SHOWN ON DETAILS.

5. DOORS STANDING IN ANY POSITION SHALL NOT REDUCE THE MINIMUM DIMENSION OF THE RAMP TO LESS
THAN 42 INCHES OR THE REQUIRED WIDTH BY MORE THAN 3 INCHES WHEN FULLY OPEN (CALIFORNIA
ONLY).

6. ALL CURB RAMPS SHALL BE PROVIDED WITH TRUNCATED DOMES TO COMPLY WITH THE MINIMUM
REQUIREMENTS OF A.DAA G. AND THE LATEST CA-24 ACCESS REQUIREMENTS.

7. HANDRAILS ARE REQUIRED ON RAMPS WHEN THE SLOPE EXCEEDS 1:20 (5%). HANDRAILS AT RAMPS
SHALL RUN ALONG BOTH SIDES OF A RAMP, BE CONTINUOUS THE FULL LENGTH, HANDRAILS SHALL
EXTEND A MINIMUM OF 12 INCHES OF LEVEL DISTANCE BEYOND THE TOP AND BOTTOM OF THE RAMP.
HANDRAIL EXTENSIONS SHALL RETURN TO THE LAST SUPPORT OF THE HANDRAIL (SEE EXAMPLE.)

8. THE HANDRAIL GRIP SURFACE AT RAMPS SHALL BE MOUNTED BETWEEN 34 INCHES AND 38 INCHES
ABOVE THE RAMP SURFACE.

9. RAMPS WITH A RISE GREATER THAN 6 INCHES SHALL HAVE HANDRAILS ON BOTH SIDES.

10. GUARDS SHALL BE LOCATED ALONG OPEN SIDED WALKING SURFACES, STAIRWAYS, RAMPS AND
LANDINGS THAT ARE LOCATED MORE THAN 30 INCHES ABOVE THE FLOOR OR GRADE BELOW.

11. GUARDS SHALL BE 42 INCHES HIGH, MEASURED VERTICALLY ABOVE THE LEADING EDGE OF THE TREAD
OR ADJACENT WALKING SURFACE.

1. MINIMUM CLEAR FLOOR OR GROUND SPACE REQUIRED TO ACCOMMODATE A SINGLE, STATIONARY
WHEELCHAIR AND OCCUPANT IS 30 INCHES X 48 INCHES. MINIMUM CLEAR FLOOR OR GROUND SPACE
FOR WHEELCHAIRS MAY BE POSITIONED FOR FORWARD OR PARALLEL APPROACH TO AN OBJECT.
FLOOR OR GROUND SPACE FOR WHEELCHAIRS MAY BE PART OF THE KNEE SPACE REQUIRED UNDER
SOME OBJECTS.

2. PROVIDE AN ADDITIONAL 12 INCHES WIDTH ON ONE SIDE FOR ALCOVES GREATER THAN 15 INCHES DEEP
AND DESIGNED FOR SIDE APPROACH.

3. PROVIDE AN ADDITIONAL 6 INCHES WIDTH ON ONE SIDE FOR ALCOVES GREATER THAN 24 INCHES DEEP
AND DESIGNED FOR FRONT APPROACH. -

4. OBJECTS PROJECTING FROM WALLS WITH THEIR LEADING EDGES BETWEEN 27 INCHES AND 80 INCHES
ABOVE THE FINISHED FLOOR SHALL PROTRUDE NO MCRE THAN 4 INCHES INTO WALKS, HALLS,
CORRIDORS, PASSAGEWAYS, OR AISLES.

5, OBJECTS MOUNTED WITH THEIR LEADING EDGES AT OR BELOW 27 INCHES ABOVE THE FINISHED FLOOR
MAY PROTRUDE ANY AMOUNT. |

8. FREESTANDING OBJECTS MOUNTED ON POSTS / PYLONS MAY OVERHANG 12 INCHES MAXIMUM FROM 27
INCHES TO 80 INCHES ABOVE THE GROUND OR FINISHED FLOCR. |

7. PROTRUDING OBJECTS SHALL NOT REDUCE THE REQUIRED CLEAR WIDTH OF AN ACCESSIBLE ROUTE OR
MANEUVERING SPACE. -

8. ANY OBSTRUCTION OVERHANGING A PEDESTRIAN WAY SHALL BE A MINIMUM OF 80 INCHES ABOVE THE
WALKING SURFACE AS MEASURED TO THE BOTTOM OF THE OBSTRUCTION.

P ARK' NG 12. GUARDS SHALL HAVE BALUSTERS OR ORNAMENTAL PATTERN SUCH THAT A 4-INCH-DIAMETER SPHERE

CANNOT PASS THROUGH ANY OPENING.

ICE FOR APPROVAL BEFORE FROCEEDING WITH FABRICATION ON ITEMS S0 NOTED.

WALKS AND SIDEWALKS

{. SURFACE SLOPES OF PARKING SPACES FOR THE PHYSICALLY DISABLED SHALL NOT EXCEED 1/4 INCH
PER FOOT (2% GRADIENT) IN ANY DIRECTION. |

2. DISABLED PARKING SPACES SHALL BE LOCATED SO AS NOT TO REQUIRE USERS TO WHEEL OR WALK
BEHIND ANY OTHER NON-DISABLED OR DISABLED PARKING SPACE (CALIFORNIA ONLY).

3. IN EACH PARKING AREA. A BUMPER OR CURB SHALL BE PROVIDED AND LOCATED TO PREVENT
ENCROACHMENT OF CARS OVER THE REQUIRED WIDTH OF WALKWAYS,

4. PARKING SPACES RESERVED FOR PERSONS WITH PHYSICAL DISABILITIES SHALL BE IDENTIFIED BY A
REFLECTORIZED SIGN PERMANENTLY POSTED IMMEDIATELY ADJACENT TO AND VISIBLE FROM EACH
STALL OR SPACE. CONSISTING OF A PROFILE VIEW OF A WHEELCHAIR WITH OCCUPANT IN WHITE ON
DARK BLUE BACKGROUND. THE SIGN SHALL NOT BE SMALLER THAN 70 INCHES IN AREA AND, WHEN IN
THE PATH OF TRAVEL. SHALL BE POSTED AT A MINIMUM HEIGHT OF 80 INCHES FROM THE BOTTOM OF
THE SIGN TO THE PARKING SPACE FINISHED GRADE. SIGNS MAY ALSO BE CENTERED ON THE WALL AT
THE INTERIOR END OF THE PARKING SPACE AT A MINIMUM HEIGHT OF 36 INCHES FROM THE PARKING
SPACE FINISHED GRADE, GROUND, OR SIDEWALK.

SANITARY FACILITIES (GENERAL)

1. ALL DOORWAYS LEADING TO SANITARY FACILITIES SHALL HAVE 32 INCH CLEAR, UNOBSTRUCTED
OPENINGS.

2. ALL SINKS, FAUCET CONTROLS, AND OPERATING MECHANISMS SHALL BE OPERABLE WITH ONE HAND AND
SHALL NOT REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST. THE FORCE REQUIRED
TO ACTIVATE CONTROLS SHALL BE NO GREATER THAN 5 LBS. LEVER-OPERATED, PUSH TYPE, AND
ELECTRONICALLY CONTROLLED MECHANISMS ARE EXAMPLES OF ACCEPTABLE DESIGNS. SELF-CLOSING
VALVES ARE ALLOWED IF THE FAUCET REMAINS OPEN FOR AT LEAST 10 SECONDS.

3. LAVATORIES SHALL BE MOUNTED WITH A MINIMUM DISTANCE OF 15 INCHES (18 INCHES IN CALIFORNIA)
FROM A WALL OR PARTITION TO THE CENTER OF THE FIXTURE. ACCESSIBLE LAVATORIES SHALL BE
MOUNTED WITH THE RIM OR COUNTER SURFACE NO HIGHER THAN 34 INCHES ABOVE THE FLOOR.

4. DOORS TO ACCESSIBLE TOILET ROOMS SHALL NOT ENCROACH INTO THE CLEAR FLOOR SPACE REQUIRED
FOR ANY FIXTURE. |

E

IDENTIFICATION SYMBOLS (TOILET ROOM)

1. WALKS AND SIDEWALKS SHALL HAVE A CONTINUQOUS COMMON SURFACE NOT EXCEEDING 2% CROSS 4 DOOR MOUNTED SIGNAGE

SLOPE AND SHALL NOT BE INTERRUPTED BY STEPS OR BY ABRUPT CHANGES IN LEVEL WHICH EXCEED oy
12 INCH, AND SHALL BE A MINIMUM OF 48 INCHES IN WIDTH. SURFACES SHALL BE SLIP RESISTANT A (MENS) EQUILATERAL TRIANGLE 1A INCH THICKE WITH EDGES 12 INCHES LONG AND A VERTEX POINTING

2. ANY OBSTRUCTION OVER WALKWAYS SHALL HAVE A CLEAR VERTICAL CLEARANCE OF 80 INCHES. AN B. (WOMEN'S) - 12 INCH DIAMETER CIRCLE 1/4 INCH THICK.

OBJECT SHALL NOT PROTRUDE INTO WALKWAY MORE THAN 4 INCHES. -
3. WALKS, SIDEWALKS, AND PEDESTRIAN WAYS SHALL BE FREE OF GRATING WHENEVER POSSIBLE. GRID C %ﬁﬁﬁ? )I.E_I‘IEzéTF?gL[EHAMETER CIRCLE 1/4 INCH THICK WITH 1/4 INCH THICK TRIANGLE SUPERIMPOSED

1/2 INCH IN THE DIRECTION OF THE TRAFFIC FLOW.
. TE M THE FLOOR.
4. WHEN THE SLOPE IN THE DIRECTION OF TRAVEL OF ANY WALK EXCEEDS 1 VERTICAL TO 20 HORZONTAL = SICNS ARE CENTERED ON THE DOOR 60 INCHES FROMTHE FLOOR

(5%), IT SHALL COMPLY WITH THE PROVISIONS OF PEDESTRIAN RAMPS. > WALL MOUNTED SIGNAGE
5. ALEVEL AREA, 2% MAX SLOPE, SHALL BE PROVIDED AT ALL DOORS. REFER TO ENTRANCE NOTES BELOW 4 "1 INTERNATIONAL SYMBOL OF ACCESSIBILITY IS INSTALLED ON THE WALL ADJACENT TO THE LATCH

AND ACCESSIBLE DETAILS FOR CLEAR SPACE REQUIREMENTS. SIDE OF THE DOOR. THE BORDER DIMENSIONS OF THIS PICTOGRAM SHALL BE A MINIMUM OF 6 INCHES

ADJACENT TO WALKWAYS EXCEPT AT ADJACENT STREET OR DRIVEWAY/PARKING STALL. SIGNS SHALL BE PLACED ON THE NEAREST ADJACENT WALL, PREFERABLY ON THE RIGHT.

| B. VERBAL DESCRIPTION AS TO TOILET ROOM USAGE {1.E. MEN'S TOILET ROOM, ETC.) IS PLACED DIRECTLY
NTRANCES / DOO RS BELOW THE SYMBOL OF ACCESSIBILITY.

IGNS, ARRANGEVMENTS OR PLANS SHALL BE USED BY OR DISCLOSED TO ANY PERSON, FIRM OR CORPORATION FOR ANY PURPOSE WHATSOEVER WITHOUT THE WRITTEN PERMISSION OF PROJECT ARCHITECT.

FIED OF ANY VARIATION FROM THE DIMENSIONS AND CONDITIONS SHOWN BY THESE DRAWINGS. SHOP DETAILS OF ADEQUATE SCALE MUST BE SUBMITTED TO THIS OFF

ON WITH, THE SPECIFIED PROJECT. NONE OF SUCH IDEAS, DES
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1 AT LEAST 50% OF PRIMARY ENTRANCES AND EXTERIOR GROUND FLOOR EXIT DOORS TO BUILDINGS AND €. THE CHARACTERS AND BACKGROUND OF THE SIGN IS EGGSHELL, MATTE, OR OTHER NON-GLARE FINISH

FACILITIES SHALL BE MADE ACCESSIBLE TO THE PHYSICALLY DISABLED. {100% OF GROUND FLOOR AND THE COLOR AND CONTRAST OF THE SIGN DISTINCTLY CONTRASTS WITH THE COLOR AND
ENTRANCES AND EXITS IN CALIFORNIA.) | CONTRAST OF THE WALL.
2. ALL ACCESSIBLE ENTRANCES SHALL BE IDENTIFIED WITH AT LEAST ONE STANDARD SIGN AND WITH D. SIGNS ARE CENTERED ON THE WALL 60 INCHES FROM THE FLOOR.
ADDITIONAL DIRECTIONAL SIGNS, AS REQUIRED, VISIBLE FROM APPROACHING PEDESTRIAN WAYS. E. LETTERS AND NUMERALS ARE RAISED 1/32 INCH, ARE SANS-SERIF UPPERCASE CHARACTERS AND ARE
3. EVERY REQUIRED ENTRANCE OR PASSAGE DOORWAY SHALL BE OF A SIZE AS TQ PERMIT THE ACCOMPANIED BY GRADE 2 BRAILLE, AND ARE A MINIMUM 5/8 INCH HIGH AND A MAXIMUM OF 2 INCHES

INSTALLATION OF A DOOR NOT LESS THAN 36 INCHES IN WIDTH, AND NOT LESS THAN 80 INCHES IN HIGH.

HEIGHT. DOORS SHALL BE CAPABLE OF OPENING AT LEAST 80 DEGREES AND SHALL BE MOUNTED SO
TOILET ROOM FIXTURES AND ACCESSORIES

THAT THE CLEAR WIDTH OF THE DOORWAY IS NOT LESS THAN 32 INCHES.

4. LATCHING AND LOCKING DOORS THAT ARE HAND ACTIVATED SHALL HAVE A TYPE OF LEVER HARDWARE, |
PANIC BARS, PUSH-PULL ACTIVATING BARS, OR OTHER HARDWARE DESIGNED TO PROVIDE PASSAGE 1. THE HEIGHT OF ACCESSIBLE WATER CLOSETS SHALL BE A MINIMUM OF 17 INCHES AND A MAXIMUM OF 18
WITHOUT REQUIRING THE ABILITY TO GRASP THE OPENING HARDWARE. INCHES MEASURED TO THE TOP OF THE TOILET SEAT.

5 LEVER HAND ACTIVATED DOOR OPENING HARDWARE SHALL BE CENTERED BETWEEN 30 INCHES AND 44 2. PROVIDE 18 INCHES FROM THE CENTERLINE OF THE WATER CLOSET TO THE ADJACENT WALL.

INCHES MAXIMUM ABOVE THE FLOOR. 3 TOILET AND URINAL FLUSH CONTROLS SHALL BE OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE

6. THE FLOOR OR LANDING LENGTH ON EACH SIDE OF AN ENTRANCE OR PASSAGE DOOR SHALL BE LEVEL TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST. CONTROLS FOR THE FLUSH VALVES SHALL BE
AND CLEAR AT LEAST 60 INCHES IN THE DIRECTION OF THE DOOR SWING AND AT LEAST 48 INCHES MOUNTED ON THE QPEN (WIDE) SIDE OF THE TOILET STALL, NO MORE THAN 44 INCHES ABOVE THE
OPPOSITE THE DIRECTION OF THE DOOR SWING AS MEASURED AT RIGHT ANGLES TO THE FACE OF THE FLOOR. THE FORCE REQUIRED TO ACTIVATE CONTROLS SHALL BE NO GREATER THAN 5 LBS.

DOOR IN THE CLOSED POSITION. THE WIDTH OF THE LEVEL AND CLEAR AREA ON THE SIDE WHICH THE 4. WHERE URINALS ARE PROVIDED, AT LEAST ONE SHALL HAVE A CLEAR SPACE 30 INCHES WIDE BY 46
DOOR SWINGS SHALL EXTEND A MINIMUM OF 24 INCHES PAST THE STRIKE EDGE OF THE DOOR FOR INCHES LONG IN FRONT OF THE URINAL. AT LEAST ONE URINAL WITH A RIM PROJECTING A MIN'MUM OF
DOORS WITH LATCH SIDE APPROACH AND 36 INCHES FOR DOORS REQUIRING HINGE SIDE APPROACH. 14 INCHES FROM THE WALL (CALIFORNIA ONLY) AND A MAXIMUM OF 17 INCHES ABOVE THE FLOOR SHALL
REFER TO ACCESSIBLE DETAILS FOR ADDITIONAL CLEARANCE REQUIREMENTS. BE INSTALLED.

7 THE FLOOR OR LANDING SHALL NOT BE MORE THAN 1/2 INCH LOWER THAN THE THRESHOLD OF THE 5. A CLEAR FLOOR SPACE 30 INCHES WIDE BY 48 INCHES LONG SHALL BE PROVIDED IN FRONT OF A
DOORWAY. CHANGES IN LEVEL BETWEEN 1/4 INCH AND 1/2 INCH SHALL BE LEVELED WITH A SLOPE NO LAVATORY TO ALLOW FORWARD APPROACH. SUCH CLEAR SPACE SHALL ADJOIN OR QVERLAP AN
GREATER THAN 1:2, | ACCESSIBLE ROUTE AND SHALL EXTEND INTO KNEE AND TOE SPACE UNDERNEATH LAVATORY.

8. THE BOTTOM 10 INCHES OF ALL DOORS (EXCEPT AUTOMATIC AND SLIDING) SHALL HAVE A SMOOTH 6. LAVATORIES SHALL BE MOUNTED WITH A CLEARANCE OF AT LEAST 29 INCHES FROM THE FLOOR TO THE
UNINTERRUPTED SURFACE TO ALLOW THE DOOR TO BE OPENED BY A WHEELCHAIR FOOTREST WITHOUT BOTTOM OF THE APRON WITH KNEE CLEARANCE UNDER THE FRONT LiP EXTENDING A MINIMUM OF 30
CREATING A TRAP OR HAZARDOUS CONDITION. WHERE NARROW FRAME DOORS ARE USED, A 10 INCH INCHES IN WIDTH WITH 8 INCHES MINIMUM DEPTH AT THE TOP. TOE CLEARANCE SHALL BE THE SAME
HIGH SMOOTH PANEL SHALL BE INSTALLED ON THE PUSH SIDE OF THE DOOR WHICH WILL ALLOW THE WIDTH AND MINIMUM OF 9 INCHES HIGH FROM THE FLOOR AND A MINIMUM OF 17 INCHES DEEP FROM
DOOR TO BE OPENED BY A WHEELCHAIR FOOTREST. THE FRONT QF THE LAVATORY. |

9. THE MAXIMUM EFFORT TO OPERATE DOORS SHALL NOT EXCEED 5 LBS. FOR ALL EXTERIOR DOORS AND 7. HOT WATER AND DRAIN PIPES UNDER LAVATORIES SHALL BE INSULATED OR OTHERWISE COVERED.
INTERIOR DOORS. SUCH PULL OR PUSH EFFORT BEING APPLIED AT RIGHT ANGLES TO HINGED DOORS THERE SHALL BE NO SHARP OR ABRASIVE SURFACES UNDER LAVATORIES.

AND AT THE CENTER PLANE OF SLIDING OR FOLDING DOORS. COMPENSATING DEVICES OR AUTOMATIC 8. MIRRORS SHALL BE MOUNTED WITH BOTTOM EDGE OF THE REFLECTIVE SURFACE NOT MORE THAN 40
DOOR OPERATORS MAY BE UTILIZED TO MEET THE ABOVE STANDARDS. WHEN FIRE DOORS ARE INCHES FROM THE FLOOR. LOCATE PAPER TOWEL DISPENSERS, SANITARY NAPKIN DISPENSERS AND

WASTE RECEPTACLES WITH ALL OPERABLE PARTS NOT MORE THAN 40 INCHES FROM THE FLOOR.
9. LOCATE TOILET TISSUE DISPENSERS ON THE WALL WITHIN 12 INCHES OF THE FRONT EDGE OF THE

REQUIRED, THE MAXIMUM EFFORT TO OPERATE THE DOOR MAY NOT EXCEED 15 LBS.

STAIRWAYS | TOILET SEAT AND 36 INCHES MAXIMUM TO THE FAR EDGE FROM THE REAR WALL.

y_4284\0
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10. A CLEAR SPACE, MEASURED FROM THE FLOOR TO A HEIGHT QOF 27 INCHES ABOVE THE FLOOR, WITHIN
THE SANITARY FACILITY ROOM, OR SUFFICIENT SIZE TO INSCRIBE A CIRCLE OF A DIAMETER NOT LESS
THAN 60 INCHES, OR A CLEAR SPACE NO LESS THAN 56 INCHES BY 63 INCHES IN S1ZE SHALL BE |
PROVIDED. DOORS OTHER THAN THE DOOR TO THE DISABLED TOILET COMPARTMENT, IN ANY POSITION,

- MAY NOT ENCROACH INTO THiS SPACE BY MORE THAN 12 INCHES.

11. AN ACCESSIBLE INDIVIDUAL TOILET STALL SHALL PROVIDE AT LEAST 28 INCHES CLEAR SPACE FROM A
FIXTURE OR 32 INCHES CLEAR SPACE FROM A WALL AT ONE SIDE OF THE WATER CLOSET. A48INCH
LONG CLEAR SPACE IN FRONT OF THE WATER CLOSET SHALL BE PROVIRED IF THE COMPARTMENT HAS
AN END OPENING DOOR (FACING THE WATER CLOSET). A 80 INCH LONG CLEAR SPACE SHALL BE
PROVIDED IN THE COMPARTMENT WHEN THE DOOR (S LOCATED AT THE SIDE. GRAB BARS SHALL NOT
PROJECT MORE THAN 3 INCHES INTQ CLEAR SPACE SPECIFIED ABOVE. |

12. WATER CLOSET COMPARTMENT SHALL BE EQUIPPED WITH A DOOR THAT HAS AN AUTOMATIC CLOSING
DEVICE, AND A CLEAR UNOBSTRUCTED OPENING WIDTH OF 32 INCHES WHEN LOCATED AT THE END, AND
34 INCHES (CALIFORNIA ONLY) WHEN LOCATED AT THE SIDE, AND WHEN THE DOOR IS POSITIONED AT
AN ANGLE OF 90 DEGREES FROM ITS CLOSED POSITION. DOOR SHALL HAVE A 9 INCH MINIMUM CLEAR
OPENING FROM FINISH FLOOR TO BOTTOM OF DOOR.

1. STAIRWAYS SHALL HAVE HANDRAILS ON EACH SIDE. EVERY STAIRWAY REQUIRED TO BE MORE THAN 88
INCHES IN WIDTH SHALL BE PROVIDED WITH NOT LESS THAN ONE INTERMEDIATE HANDRAIL FOR EACH 88
INCHES OF REQU!RED WIDTH. INTERMEDIATE HANDRAILS SHALL BE SPACED APPROXIMATELY EQUALLY
WITHIN THE ENTIRE WIDTH OF THE STAIRWAY.

2. THE UPPER APPROACH AND THE LOWER TREAD OF EACH INTERIOR STAIR, AND ALL EXTERIOR STAIR
TREADS, SHALL BE MARKED BY A STRIP OF CLEARLY CONTRASTING COLOR AT LEAST 2 INCHES WIDE
AND PLACED PARALLEL TO, AND NOT MORE THAN, 1 INCH FROM THE NOSE OF THE STEP OR LANDING TO
ALERT THE VISUALLY IMPAIRED. THE STRIPE SHALL BE OF A MATERIAL THAT IS AT LEAST AS SLIP
RESISTANT AS THE TREADS OF THE STAIR.

3. WHERE STAIRS OCCUR OUTSIDE OF A BUILDING, THE UPPER APPROACH AND ALL TREADS SHALL BE
MARKED BY A STRIP OF CLEARLY CONTRASTING COLOR AT LEAST 2 INCHES WIDE AND PLACED
PARALLEL TO, AND NOT MORE THAN 1 INCH FROM THE NOSE OF THE STEP OR LANDING TO ALERT THE
VISUALLY IMPAIRED. THE STRIP SHALL BE OF A MATERIAL THAT IS AT LEAST AS SLIP RESISTANT AS THE
TREADS OF THE STAIR. A PAINTED STRIP SHALL BE ACCEPTABLE.

4. ALL STAIR TREAD SURFACES SHALL BE SL!P RESISTANT.

5. HANDRAILS AT STAIRWAYS SHALL BE 34 INCHES TO 38 INCHES ABOVE THE NOSING OF THE TREADS. 13 ACCESSIBLE WATER CLOSET DOOR SHALL BE EQUIPPED ON THE INSIDE AND OUTSIDE WITH HANDLES
5 HANDRAILS AT THE TOP OF STAIRWAYS SHALL EXTEND A MINIMUM OF 12 INCHES OF LEVEL DISTANCE
1 OF A LOOP OR U-SHAPED DESIGN AND LOCATED IMMEDIATELY ABOVE THE LATCH, THE LATCH SHALL BE
AEYOND THE TOP NOSING. HANDRAILS AT THE BOTTOM OF STAIRWAYS SHALL EXTEND A MINIMUM OF O R D D ARDARE SO A NOT TO REQUIRE GRASPING OR TWISTNG
TREAD WIDTH PLUS 12 INCHES BEYOND THE BOTTOM NOSING BEFORE THEY ARE RETURNED. AT THE ’ '

14. EXCEPT FOR DOOR OPENINGS. A CLEAR UNOBSTRUCTED ACCESS NOT LESS THAN 44 INCHES SHALL BE
BOTTOM, THE HANDRAIL SHALL CONTINUE TO SLOPE FOR A DISTANCE OF THE WIDTH OF ONE TREAD PROVIDED TO ALL WATER CLOSET COMPARTMENTS DESIGNED FOR USE BY THE DISABLED. THE SPACE

FRg;AETTHE BO |th Eom RE:EORF. TTHE REryDAINDEiE %5 ETglERléglEgslgg;i EHg_'?f‘gmL &ggfiﬁ}bREATE R IMMEDIATELY IN FRONT OF A WATER CLOSET COMPARTMENT SHALL BE NOT LESS THAN 48 INCHES AS
7. WHERE THE EXTENSION OF THE HANDRAIL MEASURED AT RIGHT ANGLES TO THE COMPARTMENT DOOR IN ITS CLOSED POSITION.

HAZARD, THE EXTENSION SHALL BE MADE AT RIGHT ANGLES, ON THE FACE OF A RETURNING WALL.
WHERE THE STAIRS ARE CONTINUOUS THE HANDRAIL SHALL BE CONTINUOUS AND NEED NOT EXTEND
OUT INTO THE LANDING.

8. ALL HANDRAIL ENDS SHALL BE RETURNED OR SHALL TERMINATE IN NEWEL POSTS OR SAFETY
TERMINALS, |

9. ALL HANDRAILS PROJECTED FROM A WALL SHALL HAVE AN ABSOLUTE CLEARANCE OF 1-1/2 INCHES
BETWEEN THE WALL AND THE HANDRAIL.

10. THE HANDGRIP PORTION OF HANDRAILS SHALL BE NOT LESS THAN 1-1/4 INCH NOR MORE THAN 1-1/2
INCH IN CROSS-SECTIONAL (1-1/2" STD. PIPE IS ACCEPTABLE) DIMENSION OR THE SHAPE SHALL PROVIDE

AN EQUIVALENT SMOOTH GRIPPING SURFACE WITH NO SHARP CORNERS,

WRITTEN DIMENSIONS ON THESE DRAWINGS SHALL HAVE PRECEDENCE QVER SCALE DIMENSIONS: CONTRACTORS SHALL VERIFY AND BE RESPONSIBLE FOR, ALL DIMENSIONS AND CONDITIONS ON THE JOB AND THIS OFFICE MUST BE NOTI

ALL IDEAS, DESIGNS, ARRANGEMENTS AND PLANS INDICATED BY THIS DRAWING ARE OWNED BY, AND THE PROPERTY OF THIS OFFICE AND WERE CREATED, EVOLVED AND DEVELOPED FOR USE ON, AND IN CONNECT!
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GRAB BARS

INCHES. RAMPS SERVING AN OCCUPANCY LOAD GREATER THAN 300 SHALL HAVE A MINIMUM WIDTH OF

1. GRAB BARS SHALL BE LOCATED ON ONE SIDE AND THE BACK OF THE PHYSICALLY DISABLED TOILET
STALL OR COMPARTMENT AND SHALL BE SECURELY ATTACHED 33 INCHES ABOVE AND PARALLEL TO THE
FLOOR. |

2. GRAB BARS AT THE SIDES SHALL BE AT LEAST 42 INCHES LONG WITH THE FRONT END POSITIONED 54
INCHES FROM THE BACK OF THE STALL. GRAB BARS AT THE BACK STALL SHALL NOT BE LESS THAN 36
INCHES LONG. |

3. THE DIAMETER OR WIDTH OF THE GRIPPING SURFACES OF A GRAB BAR SHALL BE 1-1/4 INCHES OR THE
SHAPE SHALL PROVIDE AN EQUIVALENT GRIPPING SURFACE. IF THE GRAB BARS ARE MOUNTED
ADJACENT TO A WALL. THE SPACE BETWEEN THE WALL AND THE GRAB BARS SHALL BE 1-1/2 INCHES.

4 GRAB BARS, AND ANY WALL OR OTHER SURFACE ADJACENT TO IT, SHALL BE FREE OF ANY SHARP OR
ABRASIVE ELEMENTS, GRAB BAR EDGES SHALL HAVE A MINIMUM RADIUS OF 1/8 INCH.

5. GRAB BARS SHALL NOT ROTATE WITHIN THEIR FITTINGS.

6. GRAB BARS SHALL BE DESIGNED TQ SUPPORT A 250 POUND FORCE.

TELEPHONES

1. PROVIDE A 30 INCH BY 48 INCH CLEAR SPACE AT TELEPHONE. THE CLEAR SPACE MAY NOT INCLUDE
KNEE SPACE UNDER THE TELEPHONE.

2. THE HIGHEST OPERABLE PART OF THE TELEPHONE SHALL BE WITHIN 48 INCHES OF THE FLOOR IF
FORWARD APPROACHED AND 54 INCHES IF SIDE APPROACHED.

3. TELEPHONES MOUNTED IN A CORNER THAT REQUIRE WHEELCHAIR USERS TO REACH DIAGONALLY SHALL
HAVE THE HIGHEST OPERABLE PART NO HIGHER THAN 54 INCHES ABOVE THE FLOOR.

4. THE CORD FROM THE TELEPHONE TO THE HANDSET SHALL BE AT LEAST 29 INCHES LONG.

5. IF BANKS OF PUBLIC TELEPHONES ARE PROVIDED, THEN A REASONABLE NUMBER, BUT ALWAYS AT LEAST
ONE, IN A BUILDING OR FACILITY SHALL BE EQUIPPED WITH A VOLUME CONTROL.

8. TELEPHONES SHALL HAVE PUSH-BUTTON CONTROLS WHERE SERVICE FOR SUCH EQUIPMENT IS
AVAILABLE. | |

ADDITIONAL REQUIREMENTS

1. THE BOTTOM OF RECEPTACLE OUTLETS SHALL BE NOT LESS THAN 15 INCHES ABOVE THE FLOOR OR
WORKING PLATFORM.

2. THE CENTER OF THE GRIP OF THE OPERATING HANDLE COF SWITCHES INTENDED TO BE USED BY
OCCUPANTS OF A ROOM OR AREA TO CONTROL LIGHTING AND RECEPTACLE QUTLETS, APPLIANCES, OR
COOLING, HEATING AND VENTILATING EQUIPMENT, SHALL BE NOT LESS THAN 38 INCHES NOR MORE
THAN 48 INCHES ABOVE THE FLOOR OR WORKING PLATFORM.

3. THE CENTER OF FIRE ALARM INITIATING DEVICES (BOXES) SHALL BE LOCATED 48 INCHES ABOVE THE
LEVEL OF THE ADJACENT FLOOR, WORKING PLATFORM, GROUND SURACE, OR SIDEWALK.

4. INTERNATIONAL SYMBOL OF ACCESSIBILITY SHALL BE THE STANDARD USED TO IDENTIFY FACILITIES
THAT ARE ACCESSIBLE TO AND USABLE BY PHYSICALLY DISABLED PERSONS.

5. THE SYMBOL, SPECIFIED ABOVE, SHALL CONSIST OF A WHITE FIGURE ON A BLUE BACKGROUND. THE
BLUE SHALL BE EQUAL TO COLOR NO 15090 IN FEDERAL STANDARD 395A,
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DISABLED ACCESSIBILITY NOTES: DETAILS PROVIDED IN DRAWINGS ADA-1 THRU
ADA-3 ARE INTENDED TO SHOW GENERAL ACCESSIBLE COMPLIANCE. NOT ALL
NOTES OR DETAILS MAY BE APPLICABLE TO THIS PROJECT. REFER TO PROJECT
PLANS FOR EXTENT OF WORK REQUIRING COMPLIANCE WITH ALL CURRENT
ACCESSIBLE COMPLIANCE REQUIREMENTS. |
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NOTES
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' : 24" MIN. EXTERIOR
% 42" HIGH 1-1/4" RD. : | HANDRAIL: 1-1/4" RD. MIN/ 1-1/2" RD. MAX. NOTES: DOOR WIDTH PLUS 24" MIN. EXTERIOR,

' H PLUS .r ! :
1. CLEAR SPACES MUST BE LEVEL TO 18" MIN. INTERIOR . . DOOR WIDTH PLUS POOR AT 18" MIN. INTERIOR DOORS PULL S0
TOP GUARD RALL 12" MIN. LEVEL HANDRAIL EXTENSION _ _ PREVENT WHEELCHAIRS FROM . o 24"MIN.EXTERIOR » 36" MIN. & # A _ # A
[ 1 oL S wa o R e .. ‘
@4'0C. _ "PER / | |
~ _ HAND RALL & CU FOOT (1.5%) SLOPEISALLOWED 3¢ SULL SIDE ¥ PULL SIDE PULL SIDE p | i
% 1-1/4" RD. POSTS 8] posr 110 RD Fr FOR DRAINAGE. | Yo
@MAX. 50" 0C. — Pediveaiv el = .. 2. WHERE DOORS OPEN ONTO, BUT | _-24" MIN. CLEAR EXTERIOR DOORS, - " . |
A O & e NN NOT INTO ACORRIDOR, THS = 18 MIN. CLEAR INTERIOR DOORS = | = .. 1 @ 12 MIN.
2. ~ 1-1/4" RD. BOTTOM 4" CONC. CURB d CURBS REQUIRED LEVEL AREA BEYOND i / ' = 26" MIN. L = 24" MIN. L = .1 INTERIOR
52| GRADE GUARD RAIL WHEEL GUIDE 2 THE DOORS MAY BEAMINIMUM & A B P = DOORS
e oy n | - [}
so LINE OR RAMP BEYOND - TYPICAL GUARD WITH HANDRAIL ELEVATION OF 48" L VESTIBULE | PUSH
33| 4 WHERE GRADE SEPARATION EXCEEDS 29" | T -+ 88 g28F 2w un = 1y N
52 * - ON 24" MIN. — : ; 18" MIN. |
22| .+ RAMPS OR LANDING MORE THAN 30 INCHES ABOVE ADJACENT GRADE OR FLOOR BELOW sggé_h l:gVE TYPICAL RAMP SECTI . L - s > A &y II \, AT _
55| BALUSTERS SPACED SUCH THAT A 4INCH-DIAMETER SPHERE CANNOT PASS THROUGH ANY . + NOTE GUARDS ARE REQUIRED WHERE RAMP OR LANDING IS =z _ 1o 22 E2 B | i - 1 000Rs "PULL . _
AT | . " SION MORE THAN 30 INCHES ABOVE THE FLOOR OR GRADE BELOW. % m 25 2O -5 — = SiE ’
=250 HANDRAIL: 1-1/4" RD. MIN. / 1-1/2" RD. MAX 12" MIN. LEVEL HANDRAIL EXTEN GUARDS SHALL BE 42" HIGH. | | PROVIDE THIS ADDITIONAL SPACE USH SIDE 25 Z5 BUSH SIDE | | INTERIOR-I? T VMI architecture
== 12 MIN. LEVEL HANDRAIL EXTENSION \*ﬂr | RETURN HANDRAIL EXTENSION TO POST OTES: s [PUSHSIDE F DOfﬂfciQ:rzEPE%g;::OTH L2 L2 | . | Design - Planning - Interiors
=1 I | . | / | 34" CLR. CA 94901
8  4H X6 CONC. CURB WHEEL - 4 HAND RAIL OR GUARD 1. ALL RAMPS MUST MEET HANDRAIL AND CURB REQUIREMENTS. # *— 63:12{2 :1“;';%3 33:1 Eifgf[;z £O5 fox
251  GUIDE REQ'D ON LEVEL LANDING s & WIDE CONCRETE CURB 2. MAXIMUM HORIZONTAL DISTANCE OF EACH RAMP VARIES. | ~—— 12" MIN, www.vmarch.com
32|  IFLANDING MORE THAN 6° ABOVE = 3. ALL RAMPS AND LANDINGS MUST MEET GROOVING / _ 54" PREFERRED, _ | _ VN _ 50 MIN L awn | INTEROR _
=) ADJOINING GRADE OR FLOOR BELOW ——_FK | 4" HIGH WARNING TRUNCATED DOME WARNING STRIP REQUIREMENTS. L 48TMINMUM | L 54" MIN. L + A # 7 | DOORS _ AER
=2} | — h X CURBS 4. OPENINGS IN GUARDS SHALL HAVE BALUSTERS SUCH THAT A | - _ o S APPROACHES AP LANDING AT DOOR | VESTBULE  PUSHSDE' o VMI JOB NUM
SE0 LEvEL LANDING o 4-INCH-DIAMETER SPHERE CANNOT PASS THROUGH ANY FRONT APPROACHES HINGE SIDE APPROACHES LA | _ . 3 1 0 4 9
Bl LEVEL LANDING OPENING. VANIZED | : —= Y
2k 4" CONCRETE CURB WHEEL GUIDE 5. ALL HANDRAILS & GUARDS SHALL BE HOT DIP GALV e | HES 1/4"=1-0" 1
2811 | NE OF RAMP BEYOND STEEL PIPES AND PAINTED A DARK BRONZE COLOR UNLESS | DOORWAY APPROAC
s 51 SN OTHERWISE NOTED. CORE SET HANDRAIL & GUARD POLES | ' ' - | ACCESSIBILITY SIGNS
=1 TYPICAL RAMP HANDRAIL ELEVATION o pOOR VLGS INTO CONCRETE CURBS/ SLABS, ETC. A MINIMUM OF 6" & SET |
Z2f LY S WITH GROUT. MINIMUM 70 SQUARE INCH REFLECTORIZED 5
28| SIGN CONSTRUCTED OF PORCELAIN STEEL 4r7|{ i
§ g WITH BEADED TEXT OR EQUAL 10" TO 44" LEVER OR LETTERING
22| " U-SHAPED HANDLE 1} RAISE 1/32"
1| - s - ENAMEL ON ALUMINUM SIGN ©f L CORRESPONDING
§§ . 6 '-riz; GRADE 2
Sul| e *' P b e | BRAILLE
: % | - o - E’ INTERNATIONAL SYMBOL DISPLAY CONDITIONS ~ EXITSIGN
25| ATTACH SIGN TO 20 O % OF ACCESSIBILITY (ENTRANCE SIGN PLACED ON (PLACED ON INTERIOR OF
5 E | GALVANIZED STEEL PIPE - E % 23 EXTERIOR OF BUILDING) BUILDING)
= = Ol "MIN. |
S E| W 2|2 OR PROVIDE LETTERS/NUMERALS SHALL BE RAISED 1/32", UPPER CASE SANS SERIF TYPE ON CLEAR PHOTOPOLYMER
28| FINISHED GRADE L == KICK PLATE PLAQUE AND SHALL BE ACCOMPANIED WITH GRADE 2 BRAILLE. RAISED CHARACTERS SHALL BE AT
33 S I Z 25 LEAST 5/8" HIGH, BUT NO HIGHER THAN 2",
A v el Gaen Lt -
Sy . e MINIMUM FINE $250 & | 0.10" 0.C. INTERDOT SPACING
2 STRAIGHT RUN RAMP i s = A '_E GRADE 2 BRAILLE STANDARD DIMENSIONS:
a2 V.. VAN ACCESSIBLE ST . =S | DOT BASE DIAMETER 059" <
S0 0T ! el NOTES: DOT HEIGHT (ROUNDED ON TOP) 025" S - 66 -0 0O
g 1/2" RADIUS CORNERS, E DOOR TYPE: . DOT SPACING WITHIN THE SAME CELL ~ 10°0C. & 4?— - - @- 08
239 TYP. 11 T g 1. MINIMUM 10" HIGH SMOOTH SURFACE AT DOOR BOTTOM, EITHER ATTACHED PANEL OR BOTTO nOT SPAGING RETWEEN CELLS roe S . ©® - ©-
D= N RAIL.
§§ 4:.: | ~ S r® - O ©-
3 b HARDWARE: 25 O -® -+ & 00
Z)=§ | - Pl R 1. OPENABLE FROM INSIDE WITHOUT USE OF KEY OR SPECIAL KNOWLEDGE OR EFFORT. “ S S ®@: - .+ @-
83 NOTES. | 2 OEPNABLE BY SINGLE EFFORT LEVER-TYPE DEVICE (NOT REQUIRING GRASPING) MOUNTED 30 . = | |
23 ' - | | = TO44" AFF. © J, 0.059" DIA. ,L -
5 RNING PLATFORM bl ibuait e BA%K%RK%%N;ALL ~l 3. MAXIMUM 5LBS. EFFORT TO OPERATE EXTERIOR DOOR, 5 LBS. FOR INTERIOR DOORS. 3 0.20" O.C. INTERCELL SPACING
58 RAE VT I 2. CENTER SIGN ATINTERIOR END OF PA | g = | 2|  ALL TACTILE EXIT SIGNS ARE IN ADDITION TO ILLUMINATED EXIT SIGNS. AT WALLS SECURE SIGN WITH
58 = ' | . r VINYL FOAM TAPE. AT STOREFRONT LOCATIONS ATTACH SIGN TO GLASS WITH MACTAC CLEAR DOUBLE
48 ACCESSIBLE PARKING SIGN 12'=12 DOORS 14" =10 FACED TAPE AND BEHIND THE SIGN MOUNT A FROSTED VINYL SHAPE OF SAME CONFIGURATION AS SIGN
3 & ON EXTERIOR FACE OF GLASS TO EXACTLY ALIGN WITH SIGN.
. |
Sk 1/2" RADIUS .
3w | NOTES: : ; UHHUTHQREEM‘E;IE:LESF;T;{ED : | ' S|DEL|TE
58| 1. CONFIGURATION OF RAMP AND SURROUNDING CURBS MAY VARY. | CORNERS, ALUMINUM SIGN WITH ENAMEL T | | WHERE | |
el i ) n I :: W3HKG : I
22! 9. PAVEMENT AREA WITHIN DISABLED PARKING STALL AND LOADING ZONE TO HAVE A SLOPE OF 1.5% MAXIMUM. YR, LETTERING, 17" x 22" MINIMUM o T ! OCCURS
25| 3. ADDITIONAL SIGNAGE MAY BE REQUIRED | Seseironrs s N RECORD DATES
55| | S BLE WHEN A VEHICLE IS PROPERLY PARKED - 348" T el | 2 <
k4 4. HANDICAP SYMBOL PAINTED IN PARKING STALL MUST BE VISIBL . NG r--ul <71 uax 0D SUBMITTAL 01110/2011
e S9} 5. TRUNCATED DOMES MAT (YELLOW) WITH OFFSET PATTERN TO BE PLACED ACROSS WIDTH OF WALKWAY FOR 36" MIN. LEADIN | il - = SL0G. SUBMITTAL 0411172011 05/12/14
a agl 5/8" . edsostmspiciidacicdiiiisciisicad N ZT PR hdaind’ lildicdt fo 202 ﬁka‘i\ — . ‘
N 52| . : | GLAVANIZED STEEL PIPE - ;5 7 % % B
= whl LEVEL SURFACE AT TOP OF RAMP — # _ 20" D - THRESHOLD = = THRESHOL Y = RS
SIEE]L 4" WIDE STRIPES PAINTED 7 % s = = T 2 SIONS
~ T 48“ CLR MIN n n 1t ' R R S B o 720 et REV'
< E¥! ¥ TRAFFIC BLUE" AT 36" 0.C. MAX. | g | i \1
- =R LVL. LANDING 7 UNAUTHORIZED VEHICLES PARKED e A——— ©
I &2\ N Tt TL Tt T T . D TR e — ; INDESIGNATED “CGESS'B;E ' « FINISHED FLOOR
=20 . >305050505080300 | E— ' | OT DISPLAYIN : | |
® 3% o saeeraeasel | ; Dﬂfj:iggiﬁspﬁuﬁéﬁo? g T.0. PIPE SLEEVE — FINISHED FLOOR, EVEN HEIGHT EXT E;QGATLTIIETSE E(TJET:STSETILE NSIDE VIEW SINGLE DOOR
5 5% | Fraansrcy Ml ’ 1 -~ :
S 28 = sesizsnescaecee] | Y v smvromers || R FINISHED GRADE THRESHOLD STRIKE SIDE OF DOORS ON - E
FEH |- R R I % | - EXPENSE. TONEDVEHICLESMAY By / WALL (OR SIDELITE IF PRESENT)—! /— SIDELI
B 2z SR . O 150 ool s % COMPRESSED CARPET, 1/4” MAX. BELOW THRESHOLD ngggs ACCESSIBILITY SIGNONSTRIKE | |
3 22 | g 328 : OR BY TELEPHONING L 0 SIDE OF DOOR, MOUNTED ON
E 2B | | ER skt A : : | - = WALL (OR SIDELITE IF PRESENT)
P o2 | - o o2 N ~ L |
g =% DR P, T — —N =
S o . S y SEE NOTE #3 7 0 7 | g
< SZ. T - 7 T G |
=y MES ACROSS / ” _ = - Q
o 28 -FFSEP &?JTEE IEC;JR 36" MINIMUM SRR < Z NOTES: | TRANSITION BETWEEN FLOOR FINISHES a LEVEL CHANGES = o :
3 22 ! I § 1. 1" MIN. BLACK LETTERS SPACED 1 7/16" ON WHITE BACKGROUND. o = = = | ————————
o' 85 | / o § L D 2. SIGN TO BE LOCATED AT CONSPICUQUS PLACE AT EACH ENTRANCE TO OFF - N i 5 CLIENT
2 8%} HEAVY BROOM FINISH i - ] STREET PARKING. _ o .-. -
5 Lg| PERPENDICULAR TO SLOPE ON/ g L 2 3. BLANK SPACES TO BE FILLED BY G.C. WITH LOCAL ADDRESS AND TELEPHONE - iy \3[ TACO BELL CORP.
3, By ANY RAMP FLARES - AR T ; = NUMBER AS A PERMANENT PART OF SIGN. g 2 3 SUTSIDE VIEW SINGLE DOOR FINISHED FLOOR 1 GLEN BELL WAY
B, 52 - L Sy | = < — — — — —— —— IRVINE, CA 92618
I O : : — R — e — m—— - - o Hem A (AN
% - GROOVED BORDER, 12° WIDE, ON = | ” TOW AWAY SIGN 1zr=10 | 11 THRESHOLDS #=1-0 ! Zorah Hamedany, Pone: 949-863-3565
S 2w ’ ' : SIDELITE WHERE Email: Zorah. Hamedany@yum.com
T LEVEL SURFACE AT TOP OF RAMP ®) = - _ OCCURS EXIT SIGN WITH BOTH TACTILE S ——————
5 £zl : 4" MAX. AND BRAILLE LETTERS ON RIGHT
£ 5 % ; L 48" CLR. MIN | | | | | FUaOSIBN T " ANY AMOUNT _g. = SIDE OF DOORS, MOUNTED ON PROJECT
:. =2} 20" WHITE LETTERS 3" WHITE BORDER MAIHTAL?JAT_E(Q#ETEHD = WALL (OR SIDELITE IF PRESENT) TACO BELL #4284
g 23| 36" MIN. FOR WALKWAYS INTO VEHICULAR WAY PAINTED 12" HIGH MIN. CLEARW = | ¢ 5538 Monterey Highway
g HE| | PED. STD. WHITE 505A ON (! 5 J San Jose. CA 95138
“ g5| BLUE 1590 BACKGROUND - an Jose, 008
= 22 S ACCESSIBLE PARKING SIGN WITH VAN & = | = APN#: 678
2 29| z ACCESSIBLE SIGN CENTERED ON PARKING S 2 N N
> =2! =3 . REFER TO DETAIL 40, SHEET ADA-2 &;t |
% Bg| o 1 SPACE NOTE: IF ACCESSIBILITY | NISHED FLOOR
s 25 Z ~ HANDICAP SYMBOL, WHITE ON BLUE; . = | OREXIT SIGN OCCURS ON NSIDE VIEW PAIR DOORS
5 oul i REFER TO DETAIL 12, SHEET ADA-2 L _4 S| SDELITE PLACE A
Z 53| = *— MATCHING OR BLANK _
% % s | g N—% PANEL ON OPPOSITE SIDE IDELITE WHERE N 2T" M 6 0 H .
§ Bl = | 2 OCCURS
28| GROOVES, 12 MIN. ( |
= -af 2 CANE HITS POST OR PYLON = al ACCESSIBILITY SIGN ON RIGHT
S 2| o 3 BEFORE PERSON HITS OBJECT = SIDE OF DOORS, MOUNTED ON
2 Zul ~ S WALL (OR SIDELITE IF PRESENT) | |
- g 3 OF s, '
@ Z | n f
¢ 23] : i woc 1 : AN JOSs || EXTERIOR DISABLED
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L o . = T — :
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% | | VE DI © = " o | 3l ‘ 2
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E a&! - - =y _ _ _ — - e ' -
z 25 - — - n 41— — ', ~ O 34" = 10" - ' TS 14 =10 | 8 ACCESSIBLE ENTRANCE & EXIT SIGNS 3ne=10"| 4 ||
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5 3E. PARKING STALL =10 | 16 HANDICAP SYMBOL 2 12
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ACCESSIBILITY DOOR SIGN DETAIL

ACCESSIBLE TOILET DOOR SIGNS 2& =10 | 12 ACCESSIBLE STALL DOOR HANDLE 3=10o | 8

"U"-SHAPED HANDLE

ADA-3 8
ADA-3 4

VENDOR | MAX OPERATION PRESSURE)
" WALL AREA SHALL BE CLEAR OF SPOUT |
o B ANY OBSTRUCTIONS FOR 15" ABOVE
| S AND 1 1/2" BELOW ALL GRAB BARS SWITCH THERMOSTAT
| 25 | |
—1 . _ :
g u GRAB BAR GRAB BAR HAND DRYER - LAVATORY FAUCET ;
A ~ - / (5 LBS. MAX OPERATION ﬂ VI — %
1 - | ("‘"ﬁ\} . / E—ﬂc 1Nl —Ye O G . 10 SECONDS
S m Uy 80 f : r 7 ﬂ' E' ’ - { { = . _J LLl N ‘l‘f
g | 1ACCESSIBLE SEATING SPACE FOREACH < %’? === S ’ ¢ ¢ Z EZ | Z y =] = H ik
5] 20 SEATS OR FRACTION THEREOF. O i"\g;?v | TOP OF SEAT | B 5 ) R | ofZ N m SE 2 E %‘: E H Y| . E
=1 ) %“\3 \/ —T— | - \ ] = O X - “ é{% é% é% 23 E%E'ﬁg ] x -JI= o g N %
= !*,C:f}:,?—ﬁg‘"‘“}“ N— 1! < N ~ %EE _ & & i% i% gc—% = OUUJE- \J = ‘ ié rj}_ﬂ\_ ﬁr ,
Al ) o, | < “~NX . - - = 2|2 2|2 22 F z 20 % S RP = VMI architecture
E / ___% ﬁf L"a_ - = § = ' : ﬁé i 1% 77 o - E % o - i Design - Planning - Interiors
| . i\ | W = == ~| — . =T = = = @ = ” 637 5th Avenue San Rafael, CA 94901
q | &L :; w} i\ ‘ 1 - ik - 415451-2500 415-451-2595 fax
=l \ EW N & » FINISH FLOOR LIP OF URINAL TOILET PAPER HOLDER TOILET TISSUE AND PAPER TOWEL DISPENSER, FINISH FLOOR INSULATE HOT WATER AND DRAIN QUTLET FINISH FLOOR vmarch.com
4 \\___,;,f:’if” G/ - | ~ SEAT COVERS | WASTE CONTAINER PIPES WITH "PROFLO" TRAP - VMl JOB NUMBER
x| I R | COVERS, MODEL #PF202WH o
S FINISHED FLOOR < <
q ACCESSIBLE SEATING 12 =10 FIXTURES & ACCESSORIES 12 =10 :_:;
=1 _-
o
| 7
=k /s | |
=1 ) A —— REFER TO TOILET ROOM FIXTURE NOTES 13 AND 14 | 177 MIN
w b 48"x60" MIN . K : X
| | ' ON ADA-1 FOR DOOR HARDWARE REQUIREMENTS
3 9 CLR. SPACE _ | - | :
1= J_ - X 36" GRAB BAR L) | : _
2| e N /// 7 MAX, - . N 1 '- . C17928
BE - - \ o
- 60"x54" MIN. , - % “‘ [ AN A
°| B <7 CLR. SPACE / . _ o \ ¥ | - -
s| = o e z = _ _ ADJACENT WALL FINISH
2l & _ , 2 Y ¢ N ' = =l R LAVATORY
i} o . 3Z'MIN.CLR 24'MIN.__ |, S N 7 L SEES 2 e
% : | o | 7, | 4" MAX. __l . ) - O e =
o N - R 7 7\/ 32" CLR. OPENING i o 1ML % Gk N B =
1 A0 SAIIISEI I SIS ST AL 2 w33 o 2 3
- —1 : =
& 3 5y i @ Ly =2 ) J
E ; L NO DOOR SWING ~ 32" MiIN. CLR. 18" MIN. . I \ %) i % E E ——J
4, 9 ) # _ H- 43"x60" MIN. 4" MAX = o UEJ =
E & INTO CLEAR 18" MIN.__ L 7 CLR SPACE 2 3 | 30"x48" CLEAR FLOOR SPACE d
5| - FLOOR SPACES > 7 _ | | > L |
3 | i - = —— WHERE STALL DOOR OCCURS AT END 3 N o MIN/ 19" MAX
§ f 1" % ) WI/’I’I/[I/[’I// Z w| & _ THEN DOOR SHALL BE AT DIAGONAL - = N | .
=1 0 A /* vd [ - P % = O SIDE AWAY FROM WATER CLOSET N 48" MIN. A
21 48"x60" MIN. | 48"'x60" MIN. & = : 7 '
3| — ! | — ® £ = 60" MIN. CLEARANCE - PLAN
=k e ™ CLR. SPACE % - N CLR. SPACE = S =X | 12" GRAB BAR ] o H‘ BACK WALL | -
2f g | = L 1EMIN =| & = 7 — AR, 114" - 1 1/2" DIA. L
2l 5 . 2 @ - 15"
of / / el Z S e ROLL PAPER HOLDER WITHOUT STOPS = v" VI 1
=1 , | / L = o | = o
= 30"¥48" MIN. CLR. X \ T = 30"¥48" MIN. CLR. & S 7 = MIRROR -—- AT
=] P FLOOR SPAC \ 7 & FLOOR SPACE = FRONT LIP OF TOILET SEAT = LAVATORY — % {,r,?e:;::___ 3 %
il Z - ¥ - o o 52" MIN. LOCATED IN STALLS Y | < LT >
2 o & = / q | ’l' 54" MIN. NOT LOCATED IN STALLS | N/ *«1\
zl © \ / S = /7 S | N < A “'*Tj“J x |
o\ 1 ' 7], 12" MAX 42" GRAB BAR ' (S
=k = y L f— % R o 1 e ———————————
sF = L y \—LINE OF ADJACENT S| ¥ “ .. VAR :
af < 42" CLR, TOILET ENCLOSURE o4 MIN. TO & _ S VTR /AN _- RECORD DATES
= | “ 7 TOILET TO WALL OR OR WALL ' = | — 2 [ o Y 1 DD SUBMITTAL 01/10/2011
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S £ 36" GRAB BAR, (£ 36" GRAB BAR, * 1 OPEN SIDE — -G = w =l 5| S| Z 2 NES 77 | A .
% I ShRE 2 7 f // [ | .. REVISIONS
| Vo 11 - 112 - = S al o 2 W t / Wl
~ | 7, 114112 DA, % = . 1141172 DIA. § = i R A / / */,f | il M, }; |
= Kk / / / = 1 ; My :
§ 5 & 7 % EE ) ‘V é 'f‘j ) ;{ ﬁ:h‘%l{‘if"“;::;::‘.“‘"““'{%‘k:::m-“"‘?-“-“‘:.g“i::---::::3 /
w b = - | — . : = A /1 LU0 W ;
‘| - I = ) . : : sl | | |2 /g <oy o) N\ /,
5k — | 1/ A - o . / k ﬁ::h”‘*-.h iy
% ﬂ( 18" MIN. J" ﬂ! 28- CLR* MIN AL _'1, 18" HOLD 18" M!N ,f“ 'zl 28“ CLR.* MIN AL -a{ 18“ HOLD /ﬁ"‘ 36" GRAE BAR 1 114!! -1 .”2|| DlA TO"_ET PAPER D!SPENSER Aﬁr A b h‘“‘"" " e "'-‘/'
q: 4N 7 ! WITH LOCATION OF PAPER | % ; /
=1 1* FINISH—" 1" FINISH 1" FINISH 1" FINISH
. | 12" MAX. FROM FRONT LIP L
o f 4" MIN, TUD 4" MIN. STUD TO STUD A |
= . X 7-4" MIN. STUD TO STUD 1 ¥ 7-4 STUD TO STU ¥ " . . OF TOILET | | &% MAX. TOE k 3" MIN. KNEE
2| 6" MAX. AN Al N CLEARANCE* CLEARANCE
Z] | TOILET ROOM WITH INWARD DOOR SWING TOILET ROOM WITH OUTWARD DOOR SWING 8 HOL AR v
= ' NOTES: B # L 7 | SIDE WALL
=F  PROVIDE PRIVACY DOOR LOCK WHEN IT IS A PRIVATE TOILET OR FOR UNISEX USE. | o . 1 et ———
ok * CLEARANCE NOTES: IDE ELEVATION |
=3 : |
5| A 26" CLEAR SPACE BETWEEN LAVATORY AND EDGE OF WATER CLOSET TANK LID WHEN TANK WATER CLOSET OCCURS. ol NOTE: N | _ CLIENT
Zf  B. 28" MINIMUM CLEAR SPACE TO EDGE OF BOWL WHEN FLUSH VALVE WATER CLOSET OCCURS (28" MINIMUM CLEAR BETWEEN LAVATORY TO FURTHEST PROTRUDING EDGE OF WATER CLOSET, TYP.). | DIMENSIONS ARE FROM FINISHED FACE. cp| *ITIS ALLOWED TO HAVE TOE CLEARANCE > 6. HOWEVER THE (30"x48") 'CLEAR 2 TACO BELL CORP.
5F = S| FLOOR SPACE'REQT. MAY ONLY OVERLAP THE TOE CLEARANCE A MAXIMUM OF 6" =l ' GLEN BELL WAY
5l ; N e - — e - <]
x § -
st SINGLE ACCOMODATION TOILET w2r=10"| 15 TOILET STALL CLEARANCES s3u#=10" | 7 LAVATORY CLEARANCE 34 =10 | 3 | RVINE, CA92618
A i Zorah Hamedany, Phone; 949-863-3865
E o | : Email: Zorah.Hamedany@yum.com
- | :IOSTE;SQS TO MEET ALL LOCAL, AD.A,, CA EES(TGT%S Tcli}nwﬁffsmz JVI-II;'?-IKDOOR ?SgﬁsmE AND OUTSIDE | D —
= . JADA, | | 48" MINIMUM |
5l TITLE-24, AND UB.C. CODE OF THE COMPARTMENT _ - * 4 PROJECT
¢ 2 RSQUREMENTS_ N DOORS TO DISABLED | , TACO BELL #4284
2 | . MOUNT SIGNS WITH ADHESIVE ONLY AN ACCESSIBLE STALLS ’ % i
= CAULK EDGES WITH CLEAR SILICONE. MUST BE EQUIPPED WITH | ¥ / 9538 Monterey Highway
ST 3. ALLCHARACTERS, BRAILLE AND PICTORAL . p < A LOOP OR “U"-SHAPED Y | San Jose, CA:?5 :J?
A SYMBOL SIGNS (PICTOGRAMS) TO BE @ ‘B \ e e N G f‘? HANDLE IMMEDIATELY : APN#: 678-53-0
2 RAISED. LETTERS AND NUMERALS SHALL € \ ;l,/ € ¢ t é, BELOW THE LATCH; THE LATCH = N WAL FNISH
= | BE RAISED 1/32", UPPERCASE, SANS 3 - LATCH MUST BE LATCH HANDLE 5 7
f SERIFTYPE AND ACCOMPANIED WITH e FLIP-OVER STYLE,
Sk GRADE 2 BRAILLE. RAISED CHARACTERS o o SLIDING OR OTHER Z
g SHALL BE 5/8" HIGH MIN_, 2" HIGH MAX_ S 8 HARDWARE NOT &F 7 S/ » |
. - - i - ~
of 4 CHARACTERSAND SIGNS SHALL BE SIGN HEIGHT 60" TO 2 SIGN HEIGHT 60" TO = = = REQUIRING TIGHT | 3 BELL,
St INSTALLED ON THE WALL ADJACENT TO MIDDLE OF SIGN FROM MIDDLE OF SIGN FROM = = GRASPING OR TWISTING. Z 7
2l THE LATCH SIDE OF THE DOCR S = = % N2T-M 60H
oy ! - FINISHED FLOOR FINISHED FLOOR 3 3 i 7
| DOOR HANDLE = 7
A N 7 30"x48" CLEAR FLOOR SPACE 4
; .'. _ /
sk x *
SE . | / | :
2t @ ACCESSIBILITY WALL SIGN DETAIL . ACCESSIBILITY WALL SIGN DETAIL
=F : ' . 2
& | MOUNTING AT WALL WITH NO DOOR - MOUNTING AT DOOR AND WALL o 7|, 14" MINIMUM_ L E))CI TY (r R INTERIOR DISABLED
% . o 1% .
UlLpy . .S e | ACCESSBILITY DETAILS
5k \ , ¥ A
v E . ;
5
2 |
=t
0 ;
E}
E
=}

l ADA-3 12




PERFORMANCE CERTIFICATE OF COMPLIANCE PERF-1C

Project Nama | " Dale

Taco Beif . | 21602011
Projact Addrase Chimate Zonsa Total Cond. Floor Area | Addition Fioor Area
5538 Monierey Highway San Jose CA Climate Zone 04 1,873 1,973
Building Type: B Nonresidential O High-Rise Rasidantial 1 HotelMotal Guast Room
] Reloratable - indicate 1 specific ciimata zone [d =il climates
Phasa of Construction: 10 Naw Construction L] - Addition Bl Alterstion

STATEMENT QF COMPLIANCE

This certificate of comptliance lisls the building features and spacifications needed 1o
comply with Title 24, Paris 1 and 6 of the California Code of Regulations. This
certificate applies only to a Building using the psrformance compliance approach.

Tha documantation author hareby cortifies that the documentation is accurate and complele.

Documentation Awuthor
Name Tahe Stogech | N Slgnature . o
Company Energy Cate Gompany ; Pﬂn 12011

CHy/SIMS/ZP  ur Raotel, CA 94903

The Principal Dasigner hereby cerlifias that the proposed bullding dasign represented in this set of

canstruction documants is consistant with tha other compliance forms snd werkshests, with the spacifications, and with
any ather calculations submitted with this permit application. The proposed bisfiiding has been dasigned to meet tha ensrgy
afliciancy racuiiremants contained in sections 110, 116 through 118, and 140 through 149 of Title 24, Part 6. Please
check ona:

ENV. LTG. MECH.

J J J | hareby affirm that | am aligible under the provisions of Division 3 of the Business and Profassions Code to
sign this document as the person rasponsibia for its praparation; and that | am licensed in tha State of
Calitormia as a civi enginaar, mechanical anginoer, & ectrica; anginear, Or | am a licensed architeet.

| affirn thet | am ahglh e under ihe provigions of Division 3 of the Business and Professions Gade by sechion

i O | O { 5537.2 or 8737 .3 ko sign this dacurnant as the person responsibie for its prapa:mmn and that | am a licansad
i ¢ondractor performing this wark.
| affim that | am eiigib e under Diviaion 3 of the Business and Professions Coda to sign this documeant
| [m/ | because it partains o a structure or iype of work describad as sxempi pursuant to Business and Prolesaions

Oode Sections 5537, 5538 and 6797.1,.
Principal Envelope Daﬂgnﬁr

| Name  Hugh Murphy

Company v Architecture

Addross 637 Fith Avenug

GNP oo, potoel, CA 94907
| Principal Mechanical Designer

Signatmﬁ HJ'#
2/16/2011

—_——— r—— L — - — nr—

Ueanse2 (517928

F"'"““ 415-451-2500

Namé Hugh Murphy Signalure

Comp20y  sachanical Compiiance Not in fhe Stops OF This SubmAtal Deio 2/1612011
“Adirass | . “Tcamso ¥ C17928
| ChyfSate/Tg

Princlpal Lighting Dasigner

Nama Hugh Mur‘phy L |Elguturn M _________
Dl 2/16/2011

“Compary umwcmmmmmmwmmm

— o e — [UL T TN TP -_——

Addross Leansos (517028
Chy/State/Zp ~Phona

INSTRUCTIONS TO APPLICANT COMPLIANCE & WORKSHEETS (chack box If workshasta ars includad)
B EBNY-C  Carlificate of Compiance. Aaquired on pans. 3} MECH-C Cariifente of Complance. Feguined on plans.
[ LTA1C  Cedifinats of Complianca. Requinsd on pians. J MECH-20 AirfWatar SidafBervice Hot Water & Pool Regquiramants.
I 3 LTG-2C  Lighting Cortrols Crodit Worleshaet. ' MECH-3C  Mechanica Ventiiation and flehpat
b LTG-3C  Indocr Lighting Possr Al owance. O MECH-EC  Mochanical Equipmont Dotalis.
EnergyPro 5.1 by EnaergySof, User Number: 10056 RunGocle: 2011-02-14T12:11: 51 - D218TAD 2yage 2 of 8

PERFORMANCE CERTIFICATE OF COMPLIANCE Part 2 of 3 PERF-1C

frsiact Namo Date
Taco Beli | 2/16/2011

L ANNUAL TDY ENERGY USE SUMMARY (kBtu/sqft-yr] |

Standard Proposed  Compllance

| Energy Componant Design Dasign Margin BT e R
Space Haating 23.88 24.49 266 Heating A
Space Cooling | 170.03 159.14 1090 Coaling £22 Fsse=t T S
ndoor Fans 2007 _ 22 00 iy Fans ! % . ]
Heat Rejection 0.00 @00 .00 Heal Rej -
Pumps & Misc. 0.00 0.00 .00 Pumps 0
Domestic Hot Water | .00 0.00/ £.00 DHW -
Lighting 74.74 74.74 .00 Lighting ag*“
Recaptacie 44,45 44.99 aon| Rawptaﬂia
Process 0.00 .00 o.0n Process
Procass Lighting 0.0G 0.00 2.00 Process LIQ i
TOTALS 402.67 586.02 | 1008,
Percent batter than Standard 41% 4.1 % excluding procass

BUILDING COMPLIES

| GENERAL INFORMATION
Building Orientation (F} 50 deg Cenditionsd Floor Area 1,973 s,
Number of Stories - | Unconditioned Floor Araa % s,
Number of Systems { Conditionad Footprint Area 1,973 sqft.
Number of Zones f Natural Gas Avallable On Site - Yos.

_ Glazing Ratlo

PERFORMANCE CERTIFICATE OF COMPLIANCE

Part 3 0of 3 PERF-1C
Project Name o | Date |
Taco Befl | 2/16/2011
| ZONE INFORMATION
| ; Fioor Inst. Ctri. Allowed LPD Proc.

: | Area LPD Cradita | Area | Tailored | Loads
| __SystemName . ZoneName | OcoupancyType | (sqft) | (Wif)' | (Wish) | (Wieh)® | (wisf® | (Wisf)_
JHVAC  Restaurant Comp Bldg Restawrant |  1973| *1.200 I U U S

|

O Ot I N A S
o e 1o ooty 00 LT €SS | et oo oot

| EXCEPTIONAL CONDITIONS COMPLIANCE CHECKLIST |

The jocal enfomcament agerney should pay specisl attention to tha items specified In thls checkiisl. These items requirs spacial writien
justification and documentstion, and speclal verification to be uzed with the performance appreach. The local enforcament agency

determines the adequacy of the justifications, and may reject a bullding or design that otherwise compiles basad on the adequacy of the

| specls |ustification and documentation aschmitied.

The HVAC System HVAC inciudes Demand Conlro! Veritdalion per Standards Section 121,

| The exceptions features |isted In this performance approach application have specifically been reviewed, Adequate writfen justification and

documentation for thelr uss kave been provided by the applicant.
Authorized Sigraturs or Stamn

RunCode: 2011-02-16T12:11:5% ID- J218TAC

1 5538 Monteray Highway 8an Jose |
—GEHEML INFORMATION

CERTIFICATE OF COMPLIANCE
AND FIELD INSPECTION ENERGY CHECKLIST

Mrojact hName

Faco Ball
Projact Address ‘ Ciimate Zone

" Tetal Cond. Floor Area Additlun Floor Area

4

B Nonresidarntial L'.:I High-Rise Residential O Hotsl/Mots! Guest Roomn

Buiiding Typa: =™ - |
O Schools (Pubilc School) O Eﬁ;"“‘“""“ Publle School & condhioned Spaces 0 Unconditioned Spacss

O Skylight Area for Large Enclosed Space ¥ 8000 ft* {If chackad inglude the ENV-4C with submittal)

Phase of Dumtruntlun O New Gonstmutinn EJ Addlﬂnn M Alteration

Approach of Compliance: ~~ ©1  Companent B Overall Envsiope 0 Unconditionad (fio affidavit)
From Oriamation: N, E, S, W or In Dagress: |

| FIELD !NSPECTION ENERGY CHECKLIST

OPAQUE SURFACE DETAILS INSULATION

. '_5'-3?. . LN o ; £
‘ 2 Su E £% ’EE g%’ EE '§1§ €3 "Eg 8+
ol | Amembyrypet | 4 82 3 (8¢ 32| d2 | B2 |22 3% | 85 |& &
1 Roof | 1973 {E} 0.305 None |4.2.1-A13 | Existing O O
2 Wl 212\ (B}: 0.358  None 431A1 |Bdstng | O O
13 Woll J 101 {s;--g 0.356 Nona , 4.3,1-A1 | Existing o 0O
4 (el S| 2w 03% Nere, | | |a3weAr |Edstng | O O
5 Door i 28] (W}, 0.700, None | 451A2 |Exstng | D | O
g Wall | 412 M| 0356 None 431A1 |Edsing | O O
7 Siab 1,973 (N} 0730 Nons 447-A1 |Eostng | 3 D
] n o
T | n n
I S U R RN | 0 O

1. See Instructions in the Nonresidential Compliance Manual, pape 3-98,
2. if Fail, then describe on Page 2 of the Inspection Ghesklist Form and take appropriate action to correct, A fail does not meet compliance.

- | FENESTRATION SURFACE DETAILS

. =

. o5 g

= & 2
- % EE § g 'E 2 g"g E %:g R
. Fenastraion ; 5z 85 %32 §2 | 3 |5 &7 |& 3
YaghD' | T | % PT L At b gt Aot N U Nhadll Madl
1 [Window | 18 (B)| 0710] Defeuitf 0400) NFRC| Ul |Atered o o
2 Window - s.:_:i____;s;__ 1.280|  Defout) 0800 Defaut| O | Exialing D! O
3 Window . 59 (S) | 0710 Defautt| 0400 NFRC| O |Atees | O O
1 Window 108, (N 1.280) Defautt] 0800 ODefauit| L |Existing a O
5 Window 8 (N 0.730] Defaut| 0460 NFRC| 0O |New 0 O
8 Wandow ) 4w 0.710| Dot 0400 NFrc| O |Attored - 0
| Q| =
_ a)] |oo
0 0 0
| O on

" r————

1. See Instructions in the Nonregidentisl Compliance Manual, pape 3-96.

2. # Fail then deacribe on Page 2 of the Inspection Cheskiist Farm and take appropriate action to correct. Verify bufiding plans if necessary.
| tser Number: 1005

Runlode: 2011-02-16T12:11:39 I0: 0218TAL

(Part 1 of 3) ENV.-1C

-0.dwg modified by Mgarg at May 11, 2011 - 12:23pm
ALL IDEAS, DESIGNS, ARRANGEMENTS AND PLANS INDICATED BY THIS DRAWING ARE OWNED BY, AND THE PROPERTY OF THIS OF FICE AND WERE CREATED, EVOLVED AND DEVELOPED FOR USE ON, AND IN CONNECTION WITH, THE SPECIFIED PROJECT. NONE OF SUCH IDEAS, DESIGNS, ARRANGEMENTS OR PLANS SHALL BE USED BY OR DISCLOSED TO ANY PERSON, FIRM OR CORPORATION FOR ANY PURPOSE WHATSOEVER WITHOUT THE WRITTEN PERMISSION OF PROJECT ARCHITECT.

3 cd\_currenti014_1048 T24

y 428400
WRITTEN DIMENSIONS ON THESE DRAWINGS SHALL HAVE PRECEDENCE QVER SCALE DIMENSIONS: CONTRACTORS SHALL VERIFY AND BE RESPONSIBLE FOR, ALL DIMENSIONS AND CONDITIONS ON THE JOB AND THIS OFFICE MUST BE NOTIFIED OF ANY VARIATION FROM THE DIMENSIONS AND CONDITICNS SHOWN BY THESE DRAWINGS. SHOP DETAILS OF ADEQUATE SCALE MUST BE SUBMITTED TO THIS OFFICE FOR APPROVAL BEFORE PROCEEDING WITH FABRICATION ON ITEMS SO NOTED.

WData\Yum\ TB\SF-Oakland-SJ DMA Remodels\i2011 Remodels\Next2Tens\Y 1049 N2T San Jose Montere

CERTIFICATE OF COMPLIANCE
AND FIELD INSPECTION ENERGY CHECKLIST

Projact Nama . Data
Taco Bell | 2/16/2011

"ROOFING PRODUCT (COOL ROOFS

/Note if the roofing produet Is not CRRC certified, this compilance approach cannot ba used). Go to Overall Envelope Approach or
_ Pertarmanna Approach.

CHEGK APPLICABLE BOX BELOW IF EXEMPT FROM THE ROOFING PRODUCT “COOL ROOF” REQUIREMENTS: | Pass | Fall’

et ——. - AamTEEE TR

Hmflng coimpliance not not reqmrad in Climate Zones 1 and 18 with a Low-Sicped. 2:12 pltc:h or iess.

| - O
{1 Roofing compliance not not raguirad in Climata Zons 1 with a Etean—S!md with lass than 5 vR2. Greater than 2:12 pitch, I3
0 Low-slopad Waeed framead roofe in Climate Zonas 3 and § are exemptad, solar refiectance and thanmal emittance or '
O O

]

(Part 2 of 3) ENV-1C

S

SRI that heve 2 U-factor of 0.039 or lower. See Opague Surlace Details roof assembly, Calumn H of ENV-2C.
Low-glopad Matal building roofs in Climate Zone 5 and 5 ars sxemptaed, soiar relectance and thermal emittance or SRI
= that have a U-factor of 0.048 or lower. See Opaque Surface Oetails roof assembly below, Golumn Hef ENV-2G. |
0 - Tharoot area covered by building integrated photovoitaic pangis and buitding integrated solar thermal panais are
| axempied. Solar rafieciance and thermal emitiance or SR, age spreadsheat caltutalor at www. Tgy La.goviiie24

Roaf constructions that have thermal mass over the ro6f membrana with a weight of af ieast 25 I/i% are exempt from O
the Caol Baof criteria below.

0 High-rise residential buildings and hoteis and motals with iow-sloped roofs in Glimate Zones 1 through 9, 12 and 16 are
_exempled jrom the iw-sicpad roofing criterma. 3
1. If Fail than describe on this pags of the lnapectmn Ghmk]m Form and talke apprnpnate action ta coract. Verify huﬁdmg plam if nmar,r

O 0000

O

:|£
5|:|}|:1

e | RS TSV TR meeemed | comime | s | oo rur
0| o o o oYy o O

. B e B T o a7 o
: T e e L - T S B Gh J
g | g | O n o o O
o/ 0| 0|0 =k O | o |

O T = N = B Y a° o | o

1. The CRAG Product 1D Number can be oblained from the Cool Roof Rating Counci's Rated Product Directory st~

www.coolroots.org/orodu arch.php
2 Indicate the type of product is being used for the roof fop, i.a. singée-ply roof, asphalt roof, metal roof, i,

3. I the Aged Refiectanca is not available in the Coal Roof Rating Council's Ratad Prodhict Directory than use the Initial Reflectance value from the
same directary and  use The equation {0.240.7{pw — 0.2) to cbiain a caloutated aged value: Where p is the Initial Solar Refieciance from the Cool
‘Roof Rating Counci's Rated Product Directory.

4. Check box if the Aged Reflectance is a calculated value using the equation ahove.
5. The SRI value needs 1o be calculated from a spreadsheet calculator at biny/ www. enemy.ca govitileda/

B. I Fail than describe on this page of the inapection Cheeklist Form and take appropriate action to comact. Varify building plans if necessary.

To apply Ligquid Fieid Applled Coatings, tha caating must be applied across the entire roef surtace and meet the dry mil thicknass or covarage
recommended by the eoalings manufacturer and meet minimum performance requirements fisted in §118(1)4. Select the applicable coating:

peeeala N PRy O Y P PN 1

[ Auminum-Pigmentad Asphalt Roof Coaling | [ Cemant-Based Roof Coating W {1 Other

[ S}

Discrapancies:

Sody: 2011-03-18712:71:51 1D: 0218TAC

Orientation Gross Araa Glazing Area
Front Elevation (E) | 3se| sqfi. 188 sqft. 44.2 %
Left Elavalion ($) 540 eqft. 139 sqit. 7%
Rear Elevation W) 380 sqft. ol sqit. 0.0%
Right Elavation ™ 540| Sqft. 126/ sqft. | 237w
Total 1,840 sqift. mJ eqft. | 23.6 %)
Roof 1,973 sqft. o sqft. 00%
Standard . Proposed A

Prescriptive Lighting Power Dansity 1.200| Wisqft. | 1.206{ Wisqft. g;ﬁ:ﬂaﬂﬁm zﬁ::msf::
Prescriptive Envelope TDV Energy 75,933 274,878 LTG-1C for allowed LPD. |
Remarks:

EnergyPro 5.1 by EnergySoft _ User Number: 1005 dpnCode: 2011-0218T12:14:51 1D: 02{ETAC Sage 3 of B

CERTIFICATE OF COMPLIANCE {Part 3 of 3) ENV-1C
AND FIELD INSPECTION ENERGY CHECKLIST

Project Namae Date

faco Belf | 2/16/2011

Hequired Accepiance Tests

Designer:

This form is to be used by tha designer and attached to the plans. Listed below la the accepiance test for Envelope
Fenestrations system. The designaer is required to check the acceptance tests and list all tha fenestration products that
require an acceptance test. If all tha site-built fenastration of a certain type requires a test, list the different fenastration

products and the number of systams. The NA7 Section in the Appendix of the Nonresidential Reference Appendices
Manual describes the test. Since this form will be part of the plans, completion of this section wiil allow the responsibie
party to budget for the scope of work appropriataly.

Enforcemeni Agency: |

Systems Acceptance. Befora Occupancy Permit is granted for a newly constructed building or space or whanever naw
fenestration is installed in the building or space shall be certified as mealing the Acceptance Raquiraments.

Tha ENV-2A form is not considered a compiete form and is not 10 be accepted by the enforcement agency unless the
boxes are checked and/or filled and signed. In addition, a Certificate of Acceptance forms shall bs submitted to the
enforcemant agency that certifies plans, specificalions, installation certificates, and operating and maintenance
information meet tha requirements of §10-103(b) of Title 24 Part 8, The field inspector must receive the properly filled
out and signed forms befare the building can receive final cccupancy. A copy of the ENV-2A for each different
fanestration product line must be provided to the cwner of the building for their records.

o Test Desacription ENV:2A Teat Performed By:
* Fenestration Products Namse or ID Area of like | Building Envelops
Requiring Testing or Venfication Products Acceptance Test |
Doubie Motal |.ow-£ 247

e frmaiaaa

i

nnnnuunnnudnuumiqmqnnwunum

SRaren s s mmmarmn s srammermreees mm e e en e e e e

: iD- 02181TAC

RunCode: 2011-02-18T12:11:

4

ENVELOPE MANDATORY MEASURES: NONRESIDENTIAL ENV-MM

Projoct Name Nate

Taco Bell 2/162011
DESCRIPTION _ _ I
Bullding Enveiope Mmu_ljg;

§1 13[3}, Instatlad Insuiating material shall have besn certified by the manufaciurer 1o comply with the California Quallty
' S!andards for Ingulating matarial, Titla 20 Chapter 4, Ariicla 3.

Al Insuiating Materials shai; be installed in camplianca with the flame sproad rating 2nd smoke dansity requirements of
Sections 2802 and 707 of Title 24, Part 2.

§1 13{::)

§118 Tha opague portim of framed demising wails In nonresidentlal buildings shal! have inaulation with an installed R-value
{n): of no less than R-13 between framing membars.

§117(a): All Exterior Joints and openings in tha building that are cbservable sources of air [eakage shall be caulked, gasketed,
) waathargtrippad or otherwisa saalad.

Manufactured fenestration products and exterior doors shall have air infiliration rates not exceading 0.3 cim/ft 2 of
§118{a) 1: w!ndnw area, G. 3 ctm/f.2 of door area for realdertial doors, Q. 3 ofmfit.2 of door area for nonrasicantial singie doors

f———s —re—w U L L A

§116{a) 2: Fenestration U-factor shall be rated in accordance with NFRG 100, or the appl icable default U-factor.

Fonestration SHGC shail ba ratad in accordance with NFRC 200, or NFRC 100 for site-buiit fenastration, or the
appiicabla default SHGC.

§116(b): Site Constructad Doors, Windows and Skylights shall be caulked between the unit and the'building, and shall be
' weatharstripped {except for unframed glass doors and fire doors).

§116{a) 3:

RunCoda: 2011-02-18T12:11:51
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VM architecture

Design - Planning - Interiors

637 5th Avenue San Rafael, CA 94901
415451-2500 415-451-2595 fax
www.ymarch.com

VM| JOB NUMBER

Y1049

L T L R oy e T

RECORD DATES
DD SUBMITTAL 01/10/2011
BLDG. SUBMITTAL 04/11/2011,05/12/11
BIDSET 04/28/2011

CONTRACT SET -
C e e

REVISIONS

-

CLIENT
TACO BELL CORP.

1 GLEN BELL WAY
IRVINE, CA 92618
Zorah Hamedany, Phone: 949-863-3865
Email: Zorah.Hamedany@yum.com

PROJECT

TACO BELL #4284
5538 Monterey Highway
San Jose, CA 95138
APN#: 678-53-008

" N2T-M60H

TITLE 24
CALCULATIONS

24.0




CERTIFICATE OF COMPLIANCE

9 T24-1.dwg modified by Mgarg at May 11, 2011 - 12:23pm
ALL IDEAS. DESIGNS, ARRANGEMENTS AND PLANS INDICATED BY THIS DRAWING ARE OWNED BY, AND THE PROPERTY OF THIS OFFICE AND WERE CREATED, EVOLVED AND DEVELOPED FOR USE ON, AND [N CONNEGTION WITH, THE SPECIFIED PROJECT. NONE OF SUCH IDEAS, DESIGNS, ARRANGEMENTS OR PLANS SHALL BE USED BY OR DISCLOSED TO ANY PERSON, FIRM OR CORPORATION FOR ANY PURPOSE WHATSOEVER WITHOUT THE WRITTEN PERMISSION OF PROJECT ARCHITECT,

3_cd\_currenf\014_104

San Jose_Monterey 428410

W:Data\Yum\_TB\SF-Oakland-SJ DMA Remodels\2011_Remodels\Next2Tens\Y 1049 _N2T

ALLOWED LIGHTING POWER (Chass One Method . -

| A Separate LTG-3C must bs filled out for Conditioned and Unconditionad Spaces. Indoor Lighting Power Allowances listed on this

page ars only for:
84  CONDITIONED SPACES

| COMPLETE BUILDING METHC!D

AR

&y

O UNCONDITIONED SPACES

indoor Lighting Moasures:
§131{d): Shut-off Controls

For svery ficor, al intarior lighting systems shall be equipped with & separate automatic contral to shut off the lighting.
1. This automatic control ghali rneet the requirements of Saction 119 and may he an cccupancy sensor, automatic time
switch, ar othar davice capable of automatically shutting off the lkghting.

Override for Buliding Lighting Shut-off: The automatic building shut-off system is provided with a manual, accessible

2. ovarride switch in sight of the lights. The area of ovarrkde is not 1o sxceed 5,000 square fest.

Automatie Controt Devices Cortiflad: Al automatic control devices specified are eartified, all alternata aguipmant shall

§119N) o centified and instailed as-directad by the manufacturer.

Fluorascent Balast and Liuminaires Certified: All flucrescent fxtures spacified for the praject ars cartified and (isted inthe

8111 Directory. All instafied fixtures shall ba certified.

§131{a). Individual Room/Area Controls: Each room and area in this building is aquippad with a separata switch or cccupancy
sensor devica for each arsa with floorto-celiing walls.

Uniform Reduction for Indlvidual Rooms: All rooms and areas greater than 100 square feat and mora than 0.8 watts
§131{b): per square foat of lighting load shall be controlied with bi-tevel awitching for unilorm reduction of lighting within the
FOQIM.

Daylight Area Control: All rooms with windows and skylights that are greater than 250 square faet and that allow for
the oifective use of daylight in the area shall have 50% of the lampg in each daylit area sontrolled by a saparate switch;

or tha effective use of dayfight cannot be accomplished because the windows are continuously shaded by a buikiing on |
the adjacent lot. Diagram of shading during different timas of the year is included oh plang. |

§131{c):

§131{c): Display Lighting. Display lighting shall be saparately switched on tircuits that are 20 amps or {688.6.

Outdoor Lighting Measures: _
§130{c}1: Mandatory lighting power datarmination for medium basa sockets withoit parriananty Inatallad ballaste

Ali permanently installad iluminaires with lamps rated over 100 Watig sither have a iamp efficacy of at least 60 lumens

§132(8) par Watt or are controlled by a motion sensar.

All Luminaires with lamps ratad greatar than 175 Watts In ;'taldsmpa area, Including parking lots, buliding entrances,

§132(0); canopieg, and all outdoer sales arsag maet the Cutoff Requirements.

§132(c)1: All permanently installed outdoor lighting meets the control requirements isted.

§132{c): Bullding facadas, parking lots, garagss, canopies, and outdoor salasg araas maat the Multl-! avel | ighting Regulraments

listad.
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Prolect Address Totel Huminated Ares
| 5538 Montarey Highway San Jose, CA | 218
| GENEHAL INFORMATION |
Phass of Canatruction: 1  New Construction [ Addition Alteration
Documentation Author’s Declaration Statement
| cartify that this Certificate of Compliance documantation is ancurats and complete.
| Name Signittire
Taha Stogadil! |
Campany Dt
Energy Calc Comparny A0
Address ' CEAd
45 MilvheF Bivd, Swie 16 CEPE & :
ity/State/Z| | Phone |
P San oA 1 E—

S T il

Principal Lighting Designer's Declaration Statement

e | am aligbie under Division 3 of the California Businass and Professional Code to recept responsibility for the
lighting desgn.

* This Cerlificate of Compliance identifies the lighting featuras and parformance gpecifications required for
compliance with Title 24, Pages 1 and 6 of the California Code of Heguialions.

» Tha design features represented on this Certificate of Compliance are aonsistant with the information providsd
to documant this dasign on the other applicable compliance forms, workshests, calculations, plans end
spacifications submitted to the snforcemant agency for approval with this building permit application.

e Jignature

. Hugh Murphy ) w m M
ﬂumpany VM Archite ot | Phona | £15-451-2500
- _ et 17928

Cly/SmaZip <o Rotic, CA 94907 2/16/2011

Principal Lighting Designer's Declaration

B | cartify that this Certificate of Compliance documentetion is accurate and complets, and accounts for ail outdoor
lighting power, including buiiding mounted, poie mountsd, as well s al! ofher lighting designed for the site, and that
Additional Lighting Power Aliowances for Specific Applications or Additional Lighting Power Allowances for Ordnance
Requiraments have not been counted mare than one time for the same sarea, in accordarce with Saction 147 of the

Standards. |

| Cutdoor Lighting Mandstory Maasuras | -
indicate locetion on building plans of Mandatory Measurat Note Block: T24-1

LIGHTING COMPLIANCE FORMS & WORKSHEETS (chack box it werksheels is included)

| For datalled (nstmictions on the use of this and all Enargy Efficlency Sandards compllance forma; pleass refer to the Nonmskdential Manus! published
| by the Califarnia £ nargy Commission

| B oLte1c Gertiflcate of Complianca. All 4 pages required on pians for all submittals.

i_E . [Pagas 1 of 3) Ligrting Walage Abowantas for General Handanape, Sales Frontaga, ar Omamental Lighting. Optionai on
i pans.

| ¥ oLTe2C {Pages 2 of 3) Lighting Waktage Allowance for Per Application or Per Area. Optional on plans.

'_ 0 omzc {Pages 3 of 3} Additlonal Lighting Power Allowance for Ordinance Raguiraments. Optional on plana.

g 30711-05-00T 14:35.40

1l

COMPLIANCE FIXTURE / LIGHTING CONTROL SCHEDULE and FIELD INSPECTION CHECKLIST

INSTALLATION CERTIFICATE, OLTG-1INST (Retain a copy and verify form is completed and signed.) Fleld Inspection O
CERTIFICATE OF ACCEPTANCE, OLTG-2A (Retain a copy and verify form is completed and sigred.) | Fleid Inspection [

Luminaire Schedule Instalied Watis
A 8 C D E F G H |
Hemw watitage Freld

g | was determined Inspecior®
5 g s |s g T
| Na':n;" or See fooinals below E 2 8 g g °85 E‘E ax lg|is |
Tag | (ie. 1 lamp pole-top shoebox 400 watt metai haidey | OC | 33 | & | 62 |<&S| Z 3 Ee & | &
T3 | 35w Migh Pressure Sodium 40, O (@ | O 4 76| 0 | O |
W9 | 50w incendescant 50.0, [ n & 300 L3 [ '
L |1 26w Compact Fluorescent Trpk 4 Fin Efec z60| 1 O : 22 O | o |
ol|{o| o 0| O
ol o o o o]
L ] - L ZE]':'_H D
ol o | o S
oo | o i~ N

- _ lolalao | | ol o

Enter total into OLTG-1C; Page 4 of 4: Fow H; Total Installed Watts: 504

f. Type of luminaire {.e.; post top, wall pack, surfaca, shoe box); for noendncandescent luminaires, indicate nominal lamp waltags and lamp type (ie.:
fluorescent, incandescent, HID); ballast typs (i.2.: alactraric ar magneatic); number of lamps and number of bailasts per iuminaire. For ncarkiescont
luminaires, the luminaire wattage listed in column © shall be the maximum relamping rated wattage on a permanaent factory-instafied labsl on the
luminairg, MOT tho waitage of the lamp fulb) used, in accordance with Saection 130(d or ).

2. If Fail then describe on Page 2 of the inspection Checklisi Form and take apprapriate action ko corract. Verify buslding plans if necessary.
EXEMPT LUMINAIRES Fleldinspection. 0 .
Name or Symbol Description of exempt luminaires in accordance with §147

SPECIAL FEATURES INSPECTION CHECKLIST (See Page 2 of 4 of OLTG-1C)

The local enforcemant agency shoulkd pay special attantion to the items specified in this checklisl. These items require special written justficgtion and :

dgocumneniation, and spacial verification. The local erfarcement agency determines the adeguacy

justification, and may reject a building or
design that atherwize comohies based an the adequacy of the special justiication and documentatipn

By -OF

Fited inspactor Notes or Discrepancies: " =i D ) i N

[ A J
K

Printed on Recycled Paper at American Draft Source

: WATTS COMPLETE ALLOWED

% BUILDING CATEGORY (From §148 Table 146-E) PER({") | X | BLDG.AREA |=| WATTS

= W —_— m— _—

A\ F

3 - N R A

% |
| TOTALS
AREA WATTS
AREA CATEGORY METHOD
__; WATTS ALLOWED
; BUILDING CATEGORY (From §146 Table 148-F) PEA(RY | X | Area®® [=| WATTS

_ ' 3 Dining 1.10 1,045 | 1,150
| ComidorRestroonySupport | 0.60| 140 84

= . I i

3 f |

g ._ . N

g TOTALS | 1185 | 1234
AREA WATTS
TAILORED METHOD |
] Total Allowsd Watts using the Tallored Mathod taken from LTG-4C (Page 1 of 4) Row 3 0
The indoar lighting power allowance using the Tallored Method of compilance shall be detesmined using the LTG-4G set of forms. A separate set of LTG-
4G forms shal be filled out for CONDITIONED and UNCONDITIONED spaces

§ gy by EnergySoft _ User Number. 1003 RunCode: 2011-05-08T 14:35:48 1D: 0216TAC

b

05 Thyvy Ene ' Soft {iser Numbiar 1005

RunCode: 2011-05-09T14:35:48 i0: Q216TACQ

Part 1 of 4} LTG-1C CERTIFICATE OF COMPLIANCE | (Part2 of4) LTG-1C CERTIFICATE OF COMPLIANCE Part 3 of 4) LTG-1C CERTIFICATE OF COMPLIANCE Part4 of 4 LTG-1C
Project Name Date Project Nams | Dats | Project Name Datp Frojc Narme _ . Data
Taco Befl | | 5/9/2011 | Taco Bell - 5/9/2011 | Taco Bell 5/8/2011 Taco Belt 5972011
Project Address Cirnate Zone Yokl Cond. Floor Az | Linconditoned Floor Area INDOOR LIGHTING SCHEDULE and FIELD INSPECTION ENERGY CHECKLIST INDOCOR LIGHTING SCHEDULE and FIELD INSPECTION ENERGY CHECKLIST CONDITIONED AND UNCONDITIONED SPACE LIGHTING MUST NOT BE COMBINED FOR COMPLIANCE |
5538 Montarey Highwey San Jose f 3,195 0 " Fillin controls for ail spaces: ¢} manual daylighting it e indoor Lighting Power for Unconditioned Spaces |
i 4 d . L _ _ ‘ | paces: a) araa controls, b) muiti-lsval controls, ¢} manual daylighting controls for daylit areas » 250 ft°, _ ._ . 3 5
GENERAL IKFORMATION Instaliation Certificate, L.TG-1- INST (Retain a copy and verify form is complsied and signed.) Fieid Inspector [ | automatle dayiighting controls for daylit areas > 2,500 1, d) shut-off contrals, 8) display lighting controls, 1) tallored lighting controls — Walte Wartg |
. — . N | _ _ , | ; Ho : o - |
: . ] Norres dential {3 High-Rise Residantial 7 Hotel/Motel Guest Room Certificate of Acceptance, LTG-2A and LTG-3A (Petain a copy and verity torm is compisted and signed.) Fleid inspector W genaral ighing contolled saparately from dleplay, nmamntal and display case lighting arxd g} demand raspondglve automa Installed Lighting Installed Lighting
Rieng Tﬂmﬁ Scnool [ PBlocatabie Public Conditoned Soares 5 Uncondiioned Soaces A separats Lighting Schedus Must Be Fllled Out for Conditioned and Unconditionad Spaces Instalisd Lighting Power listed an cantrols for retall stores > 50,000 ', in accordance with Section 131, e (from Conditioned LTG-1C, Pags 2) 85| (rom Unconditioned LTG-1C, Page 2} o
Sohool ’ > hassl Spe this Lighting Scheduis Is only for: MANDGATORY LIGHTING CONTROLS — FIELD INSPECTION ENERGY CHECKLIST inapector | Lighting Control Cradit __ o| Lighting Control Credit _ * R
Phase of Consiruction: [0 New Construction 0O Addition 8 Alteration N ~ B@ CONDITIONED SPACE 0O  UNCONDITIONED SPACE =~ : - - e Srocia — Conditicned Spaces {from LTG-2C) | Unconditioned Spaces {from LTG-2C) _
Method of Compliance: [0 Complets Building Area Category [T Taiored 2 Lh; Eﬁﬁﬁ;ﬁm tghting powar listed below includes &l insisliad permanent and portzhla Ighing systums In &ccardance Type/ Description ot Units Location in Bullding __faa;uraa Pags | __F;ﬂ' ' ﬁd#ﬁtﬂgwlm = . ﬁ;ﬁiﬁﬁ“ - -
Documeantation Author's Declaration Statement | Only for offices: Up to the first 0.2 watts per square foat of portable lighting shall net be required ta be included in the " Complles it Inatalied S Aowed Complies it Installed S Aflowed I’ft t .
! cartity that this Certificata of Corm § ation te and complets T Pl caicuistion of actual Indoar lighting power density (n accordance with the Excaption to §146(a). All portable lighting In excess of = Ct ) +d Uighting Powar Frm— Lighting Powar arcmtecturc
i | i 0 iance documentation |8 accurate and co a G TG watts _ - ] Afow ) _ o : _ -
Nln'liw - . = | Slgnature SR e 22 por squars loot s totaled helaw S : ST — Ll 2. Condittoned Spaces {from LTG-3C or PERF-1 | Unconditionad Spaces {from LTG-3C) - | Design - Planning - Interiors
2 Fiaha Stogedd | _ Luminaire (Type, Lamps, Baflasts Installed Watts D _a_; - | 637 5th Avenue San Rafael, CA 94901
Company | Date A B _ ¢ | b E F H 1 O O Required Acceptance Tests 415-451-2500 415-451-2595 fax
B | Enamy Cak: Campany Ry — Ciow waliage it o — B — - o Designer: _ www.vmarch.com
% Addoss CEA$ Wasdstermined | | |:inspecior s This form is to be used by the dasignar and atteched to tha plans. Listad balow is the acceptance tast for the Lighting systam,
25 Mitchell fiivg, Suite 16 CEPE # = D L LTG-2A and LTG-3A. Tha designer is required to check the acceptanca tests and list ail control devices sarving the huilding or space
. 5; | 5 e 1l 0 B s shall be certified as mesting the Acceptanca Requirements for Coda Compliance. If all the lighting system or control of a certain type VMl JOB N UMBE R
ClySmize Sun Rafsel GA 94903 | o o B % 3 w | ST [ requiras a test, list the diffarent lighting and the numbier af systems. Tha NA? Section in the Appendix of the Nonresidential
AR A | Heerom None 25 cec | £8 | 351 %8 b | = i Relerenca Appsndices Manual describes the test. Since this form will be part of the plans, completion of this ssction wiil aliow the Y 1 0 4 9
The Principal nghtlng n“!gmr-'s_ Declaration Statement ar Complete | uminairs Deseription’ # E Default E o | 8 E E 2 fea]o M g | rasponsibile party to hudget for the scope of work appropriately. Forms can be grauped by typs of Luminaire contralled. _
« | am elighle undsr Division 3 of the California Business and Professional Code to accept respansibility for the Tox O o $3 [fom ) Pe 23| 22 LS| E T - B 0 o |:o | | Enforcement Agency:
ik Qdasi n. | 12 . FoZ[3, one d_m“ dlectranie beests) NAS Po— s | Systems Accapianes. Bafore Occupancy Permit is granted for a newly constructed building or space or when ever new lighting
: | k) ring cesid I P e g EMZ _|(3) 4 ft Hugrascent T8 Repid Stert Hec 93.0| M = 2 186 [ {13 Ll = systam with confrols is installad in the building or space shall be cartified as magting the Acceptance Remquirsments. |
* This Qﬂfﬁﬁﬂﬂt}* of Compiiance identifies the ]'mhn,g fﬁE‘ILI'ES and parl‘urmgnm specifications required for LT {1} 18w Compedi Fuorescerd Tripie 4 Fin Ekec 21.0 O 21 a0 FEE{ T M - 'm | The LTG-2A and 1L.VG-3A forma are not cansiderad complats forms end are not io he accapted by the enicrcement agency unieas
: compliance with Title 24, Pages 1 and 6 of tha California Code of Hggu!ahn?ﬁ. , . , | 0 - Cl 1 A O | ' i:l.; f | tha hoxes are chacked andior filled and signad. In addition, a Certificate of Acceptance forms shall be submitted to the enforcamant
* The design features represented on this Cartificate of Compliance are conaistent wilhs the information provided 12 |{1) 26w Compact Flucrescent Triple 4 Pin Bloc 280 = ! il e A S S agency that certifias plans, spacifications, installation certificates, and cperating and maintenance information mast the raquiremants
to docurnent this dasign on the other applicebls compliance forms, workshests, calculations, plans and R |(?) 18w Compact Fluorescent Triple 4 Pin Blec - 21.6 B 0 10 2000 O _ =N O | . ot §10-103(b} of Title 24 Part 6. The field inspector must receive the properly fliiled out and signed forms before the building can
] specifications submitted to the snforcement agency for approval wit; this building parmit application, R1 | (1) 18w Compact Fluoresvent Tripie 4 Pin Blec 20| B T . 21| O L. C] ] 0 | fﬂcﬂifﬂfﬁﬁgﬂ; ;E?EIEE LTG-2A and LTG-3A for aach different lighting luminaire control{s) must be provided to the
eme Hugh Murph ignate | m [ 0 oo . o a0 | L TG-24 and
d P Y__ — ) — o o . R I Controls for Crediis LTG-3A
% I Campary Phone a d D = 'j~.— = 5] E] Contrcls and
| VA Arohitecture | $15-487-2500 m: ] ol o o o |.a Sensors an
g | e Number of Automatic
' MRS sar P Avenve | et 17928 = o_| | oln . I L= e = Luminaire Daylighting Controls
[ Clty/State/Z] Date L [ O O [ 0 - Equipment Requiring Testing Daseription controls Location Acceplance
% | ' P e Bt i _
2| San Rafos], GA 94901 - 2/16/2011 | o | o oo O o | o O
| — | o | O olo ) o | .o — SO S—
% |- ghting s Haamaes s 5 o
= | Indicata location :r:, buikling plara of Mardatory Measunas Note Binck: 124-1 o I 1 O : E] :_“E] | 0O [} O _ 0
: LIGHTING COMPLIANCE FORMS & WORKSHEETS {check box If warkshoots Is Included _ B D ':' -0 SPECIAL FEATURES INSPECTION CHECKLIST (Sea Page 2 of 4 of LTG-1C ‘ =
% | For dotailed (astructions on tha tsa of this end al! Energy Efficiancy S=ndarde complizncs forms; plesse nefer i the Nonmaldential Manual publiahad | a O - 0 The local enforcemsnt agency shauld pay spacial attention to the itermns apecified in thia checldiat. These items require special written 0
2 the Callfarnla Enargy Commissian. ] 0 al o justification and documentation, and spacial verification. The local enforcamant agency determines the adequacy of the justfication, | B
= | 1  LTGAC Pages 1 thmugh 4 Cartificate of Compliansd. All Papes nerjuired on pians for afl submittals. ——— and may raject a building or design that otherwise complias based on the adequacy of the special justification and documentatian '
4 - O ala | t =
2l . |T® Ltezc Lighting Controts Credit Worksheat —— — —_— | =iy submitted. -
A Lresc Indoor Lighting Power Alowarice _ = S A =
= | 1 LTGAC Pages 1 through 4 Talloted Method Worksheet o _ O | 0o e ra j
=1 [T LTGHC Pagesand? Line Valtage Track Lighting Worksheet ] O 0| 0 R . L]
G instailed Walis Page Total: Ll _l E]
; installed Watts Building Total e - — o e - : - L
= Bullding total number of pages: . {Sum of all pages) Field Inspector’s Notes ar Discrapancios: =
2 Enter Into LTG-1C Paga4of4 | %% =
: 1. Wattage shall be determined according to Section 130 (d and ). Wattags shaR bo rating of hight fixture, nat rating of bulb., 2,
& 2. If Eail then describe on Page 2 of the inspection Chacklist Form and take appropriata action to corract. Verify building plans if nacessary. —— 0
A1 EnergyPro51 by EnecgySoR User Number. 1005 . RunCade: 3011-05 091143548 ID: D21 6TAC Page 10l 15 User Number: 1005 RunCode: 2011-03-08714:35:46 1D: 02167AC TR e T T T I Ty T TR User Number: 1005 RunCoda: 2011-05-05T14:35:48 1D: 0216TAC
: _ RECORD DATES
I DD SUBMITTAL 01/10/2011
; | BLDG.SUBMITTAL  04/11/2011,05/12/11
£l | | | : BID SET 04/28/2011
oyl INDOOR LIGHTING POWER ALLOWANCE LTG-3C | LIGHTING MANDATORY MEASURES: NONRESIDENTIAL L TG-MM CERTIFICATE OF COMPLIANCE OLTG-1C | CERTIFICATE OF COMPLIANCE Part 2 of 4 OLTG-1C . CONTRACT SET —
| Froject Name Data Froject Name " Dato Project Nama j Froject Name Date
.| w201 Toco Bel__ - — Tats Bor Toco Bof /201 REVISIONS

| /2\ 05112111 PC COMMENTS #1, BID ADD #2

$
CLIENT
TACO BELL CORP.

1 GLEN BELL WAY
| IRVINE, CA 92618
Zorah Hamedany, Phone: 949-863-3865

Email: Zorah.Hamedany@yum.com
I R

PROJECT

TACO BELL #4284
5538 Monterey Highway
San Jose, CA 95138
APN#: 678-53-008

l.:-':
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TITLE 24
CALCULATIONS

24.1
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- - S -[8] 8 — IR
- = E = e =
CERTIFICATE OF COMPLIANCE Part30f4) OLTG-1C CERTIFICATE OF COMPLIANCE Part4of4) OLTG-1C O o 23 33 2 O wl | a3 . 23 z
: ' - Dt Frojoct N Data : = e S by ; | = o
it Taco Bell 92011 aco Be -~ HEg EE EE 3 ar 2 g 2 % = &
é A. OUTDOOR LIGHTING ZONE ALLOWED AND INSTALLED OUTDOOR LIGHTING POWER 6 § & - = % o E B E)J - 25 25
g - QUTDOOR LIGHTING ZONE: O OLZ1 O OLZ2 OLZ3 O 0L.Z24 | Lighting Wattage o E % % = =
Y Is the Qutdoor Lighting Zone: Default in accordanca with §10-114, or [0 Amended by JHA , . Power Allowance g E R 3; 4 ] £ g A " 3 .
23| A Lighting power allowance for general hardscape | | 2 < 2 T & 2 E 5 * X 4 IR é &2 T <
55| | Complete tha information below if the dafauit Outdoor Lighting Zone has bean amended by the local juriadiction having authority | (from OLTG-2C Page 1 of 3) . - | p - %E £ - %g % - g g E 4 - :.é ;E B
55| | (JHAY: . Specific application lighting wattage allowance per unit length ok gl | 8 e g & : e 3 &
% 0 Thestels a government dasignated park, recreational area, wildife preserve, or portion thereof, and has been designated as | {from OLTG-2C Page 1 of 3) 0 O 3 E — ‘32 E — : . . — g g 8 E - ? : -
= L The locai jurisdiction having authority has officially adopted a change to the State Default Lighting Zone and has notifiedthe | (fram OLTG-2C Page 1 of 3) 0 E EEz o = E‘* | & T £ % g | & *| £ £ = - g £ E: & ﬁ 5 & I'f
% Enargy Commissian by praviding the materiale raquired in §10-114(d) to tha Fxasutiva Director. . _ o Specific application lighting wattage allowance per application ol > ; o =Z 7 .. % - _ E L E' D{E =3 P ﬁ g VM' arc ltCCtU re
= g 0O The adopted change is posted on the Energy Commission website. (fmm DLTG 2C Page 2 of 3) ' 300 2 § ; _ 2 ¢ = _ g’ _ o | Design - Planning - interiors
| et ) : - & = c c £
E | E Specific apphcahnn lighting wattaga allowar:e por arpa | S ‘:; = o] E & . o _EE % E & E E w | ™ = . = E - Gl E 637 5th Avenue San Rafael, CA 94901
B B. ADDITIONAL LIGHTING POWER ALLOWANCE FOR ORDINANCE REQUIREMENTS | - (from OLTGE-2C Page 2 of 3) 178 = 12 3¢ & — 2 & - _g ~ "é S A15-451-2500 415-451-2595 fax
XL . . " . n 1 — 4 : il , s
= Arg additional lighting powar allowancas for ardinance in Table 147-C used? il Yes NQ : = Specific appiication jighting wattage allowanes for ordinance requirements . g : g 3 5 ,,% Q E 2 *,E* Q www.vmarch.com
. T = g =
% Complete tha Information below it additional lighting power allowances for ordinanca requirements are used: (from OLTG-2C Page 3 of 3) 0 - g | | . -% 'ﬁ z % § VM | JO B N U M B E R
3 | owed Wattage = Sum of rows A through F: 2| I & > B 9
= & O Thelocal jurisdiction having autharity hae officially adopted spacific cutdoor light lavels, which are exprassed as average or G Total AR a9 ows A ugh 1,247 g e &% i g gl ‘5 % . E =§
T : 2t
E glnimum 1-::?Imla1nda iovels, by following & public prcnasa that allowad for formal public notification, revisw, and comment about | . § Total installed watts (from Compliance Fixiure Schedule, _ 5 S EHE: % P % E . & e E % 3 Y 1 O 49
B | 9 PIOPOseT changs. ' | {from OLTG-2C Page 1 of 3) 504 0 © £ln| 2| w o gl | w @ P | " ” 21w, gl 3 w
@ 0 The loeal jurisdiction having authority which adopted epacific autdoor light levels and haa notified the Commiasgion by prumr.ﬁng ----- - —- L S - S g = 2 =] o g E " s & > uw E: | = ; 8l o - E 8l e é .
E | the following mater!als raquirad §10-114(f} to the Execitiva Director. | cnmpllu If wattage In row H s less than or equal to the watlages In row G MYes | ONo E S ‘g g & ﬂg o g E | 3 E . £ % § % uw E E < |3
= | - e B R e 2 . = I L -l g @ - = - Bl |3
_ i : £ z - 3y : [ =3 [ae] 3
g8/ C. ACCEPTANCEFORMS ‘d” | 35 3 E § ME § 5 % é & g 3 : % :
z=| Required Acceplance Tests a 3 %u! - <|t3| 3 o b g o I al | -} 3 & E
— & Designer: E & g" o B | ] I X 15 § é 4l < o ] Gl e
% This form is to ba used by the designar and attachod to the plans. Listed balow is the acceptance tast for the Lighting systam, = & mE ol g = % ] | = < é
$ OLTG-2A. The deasigner is raquirad to check the accaptance tests and list all control devices sarving the hullding or spaca shallbs | & - o E == E j- G E E 2 b= . T .E - of | E B % i I P
& certified as mesting the Acceptanca Requiremants for Code Complianes. [ all the lighting system or condrol of a certain typa raquires | u I &l 5o w EE E = wl € E‘ - .§ - ur E I 2l o " ﬁ,% g JE E E
% a test, list tha diffarant lilghting and tha numbser of systems. Tha NA7 Section in the Appendix of the Nonras|dentlal Referance " 5 [B_a = o) % 5 - % S g Q g 5 = g g 5 2
= 3 Appendices Manual deecriber the test. Since this farm will ba part of the piane, compiation of this saction wiil allow the resporeible @& Clai | C 3 L G| | ™ 5
o <2 % — B9 glc ale % & 11Xl =l |=
T @ party to budgat for tha scope of work appropriately. Forma ean be grouped by type of Luminaire contrallad, ¢3 Qs 58 = %u " cle o - 2 o & & 5 1S o R =
- . I o =l & D &} & 3 e | - N - c| | - O
2| Enforcement Agency: __ B | | S @l E =T 2 ;_: . ggi EE ngag g &26 I 8¢5 | 2
o | Systems Accaptance. Bafors Ocoupaney Parmit is granted for a newly constructad bullding or space or whan ever naw lighting o o =] & P w3 = =10 = g ” | = o HFzx < O x5
o Q| system with controlg is Instatled in the building or space shall ba cartiflad as mesting the Acceptance Raguiraments. " 2l ¢ 9 ? = 2hy =25 | E z S 1] f E 22 m
% L | The OLYG-2A form is not considerad a complate form and is not to be accaptad by the anforcemant agency unless ths boxes are -1 - b d t g 'i é
= checkad and/or filled and signed. in addition, a Cartificate of Acceptance farms shall be submittad ta the anforcement agency that a g m > | w I * m
% certifies pians, specifications, inatallation certificates, and operating and maintenance information maat the requirements of - E = £ oy E § = E % Sg | v~ ¢35 5 n‘g § :‘83
2 o §10-103{b) of Title 24 Part 6. Tha fisid ingpector must recelve the properiy filled out and signed forma before the bullding can recsive | 1L} = <& E InT 3 %E n = 3 : g‘Q - W . 3 :.E E 2 [ |t 3 E ; & ] S %
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